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NOTES:
1. BASIS OF DESIGN: FLYGT MINICAS CONFIGURED SUCH THAT EITHER LEAK OR

OVERTEMPERATURE WILL TRIGGER ALARM.
2. PROVIDE LABEL WITH "CONVENIENCE RECEPTACLE ONLY. MAX 5A".
3. CABLE PROVIDED BY PUMP VENDOR.
4. TERMINATE SPARE FLOAT TO TERMINALS. FLOAT IS INTENDED TO BE CONNECTED OR

RE-TERMINATED TO INTRINSICALLY SAFE BARRIER IF USED AS REPLACEMENT FOR
OTHER FLOATS.

5. RELAY CONTACTS ARE SHOWN IN THEIR DE-ENERGIZED STATE
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