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REINFORCEMENT
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SPUN ALUMINUM
DRAIN ASSEMBLY
WITH 100 FLANGE AS
PER SPECIFICATIONS

SEAL AIR VAPOUR
BARRIER MEMBRANE
TO DRAIN

25
MIN

REINSTALL EXISTING EXHAUST HOOD,
MECHANICAL UNIT. PROVIDE NEW METAL
TERMINATION FLASHING AS REQUIRED

20ga BREAK METAL
C/W MINERAL WOOL
INSULATION FILL C/W
DECKFAST SCREW @
150 O/C

6.4Ø x 83 PFH CONCRETE
ANCHOR @ 300 O/C
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SIDES AND BATT
INSULATION FILL

SBS SEALANT

SBS AIR VAPOUR
BARRIER FLASHING
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ROOF
PENETRATION

PREMANUFACTURED
PITCH POCKET ASSEMBLY
AS PER SPECIFICATIONS

INFILL VOIDS WITH
MINERAL WOOL
INSULATION
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NEW PIPE INSULATION
AT ALL EXISTING ROOF
DRAIN PIPING FOR FULL
LENGTH OF PIPE

PIPE DIAMETER TO
SUIT EXISTING DRAIN
PIPE ON-SITE
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OPENING LENGTH (VARIES)
SITE CONFIRM
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6 GALV BENT PLATE
COVER W/ SHOP PRIMER

38 STEEL DECK (20 GAUGE)

13 GLASS REINFORCED
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6Ø
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@ 400 O/C
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TYPICAL PERIMETER
FASTENING DETAILA
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NEW 13 PLYWOOD ON PARAPET
INTERIOR WITH 2 ROWS OF #14x50
ANCHORS @ 400 O/C

100

100 50
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R1

PERIMETER FASTEN INTO METAL
ANGLE W/ #14 SELF PIERCING
SCREW & 50 BARBED STEEL
ROUND PLATE @ 300 O/C

CONT 20GA 100x100
METAL ANGLE C/W
#12-38 PANHEAD SELF
PIERCING SCREWS
@ 300 O/C

CONT 20GA
150x300 METAL
ANGLE C/W 6.4Øx38
PANHEAD CONC
ANCHORS @ 400 O/C

SBS MODIFIED BITUMEN GRANULATED
CAP FLASHING MEMBRANE

SBS MODIFIED BITUMEN BASE
FLASHING MEMBRANE

EXISTING
HOLLOWCORE SLAB

SBS MODIFIED BITUMEN
GRANULATED CAP FLASHING
MEMBRANE

SBS MODIFIED BITUMEN
BASE FLASHING
MEMBRANE

EXISTING
CONCRETE WALL

50
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CONT 24GA PRE-FINISHED METAL CAP
FLASHING C/W #10x38 HWH TRUGRIP
SCREWS W/ BONDED WASHERS @ 300
O/C ON BOTH SIDES OF CAP FLASHING

10
0

TYPICAL ROOF PARAPET DETAIL1
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TYPICAL OVERFLOW SCUPPER DETAIL2
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PROVIDE AN OPEN TOPPED
OVERFLOW SCUPPER.
SEE PLAN FOR DETAILS

EXISTING
HOLLOWCORE SLAB

EXISTING
CONCRETE WALL

R1

1-640R-B0003-001

A

15
2±

15
2±

EXISTING
CONCRETE WALL

METAL CAP FLASHING BEYOND
(OPEN TOPPED SCUPPER)

NEW 13 PLYWOOD C/W
2-6.4Øx83 PFH CONCRETE
ANCHORS @ 400 O/C
(MIN 50 EMBEDMENT)

2-6.4Øx76 PFH CONCRETE
ANCHORS @ 400 O/C.
(MIN 38 EMBEDMENT)

CONT WOOD BLOCKING TO SUIT
NEW ROOF ASSEMBLY AND
PROVIDE SLOPE TO MATCH
EXISTING, TYPICAL.

EXISTING PRECAST
CONCRETE WALL

2% MIN
SLOPE

15
2±

#12 GALV WOOD SCREWS @ 300 O/C

200 MIN

TEKS SCREWS @ 300 O/C

CONT 24 GA GALVANIZED
METAL FLASHING C/W
CONCRETE ANCHORS @ 400 O/C
(MIN 25 MM EMBEDMENT)

SBS MODIFIED BITUMEN
GRANULATED CAP FLASHING
MEMBRANE

SBS MODIFIED BITUMEN
BASE FLASHING
MEMBRANE
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ROOF HATCH DETAIL5
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