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Water and Waste Department • Service des eaux et des déchets

Sample Name
Sample 
Number

Date Sampled
E Coli  

(MPNU/100mL)
Total Coliform  

(MPNU/100mL)

Online Analyzer 
Free Chlorine 

(mg/L)

Free Chlorine 
(mg/L)

Total  Chlorine 
(mg/L)

Turbidity‐field  
(ntu) 

Temperature  
(ºC)

Time Sampled  
(hrs)

NW02 202305 8‐May‐19 <1 <1 0.13 0.12 0.27 0.24 3.7 9:43

NW02_Analyzer N/A 8‐May‐19 N/A N/A 0.08 N/A N/A N/A N/A 16:20
NW02_Analyzer N/A 8‐May‐19 N/A N/A 0.07 N/A N/A N/A N/A 16:25
NW02_Analyzer N/A 8‐May‐19 N/A N/A 0.07 N/A N/A N/A N/A 16:30
NW02_Analyzer N/A 8‐May‐19 N/A N/A 0.06 N/A N/A N/A N/A 16:35
NW02_Analyzer N/A 8‐May‐19 N/A N/A 0.05 N/A N/A N/A N/A 16:40
NW02_Analyzer N/A 8‐May‐19 N/A N/A 0.05 N/A N/A N/A N/A 16:45
NW02_Analyzer N/A 8‐May‐19 N/A N/A 0.05 N/A N/A N/A N/A 16:50
NW02_Analyzer N/A 8‐May‐19 N/A N/A 0.06 N/A N/A N/A N/A 16:55
NW02_Analyzer N/A 8‐May‐19 N/A N/A 0.06 N/A N/A N/A N/A 17:00
NW02_Analyzer N/A 8‐May‐19 N/A N/A 0.07 N/A N/A N/A N/A 17:05
NW02_Analyzer N/A 8‐May‐19 N/A N/A 0.07 N/A N/A N/A N/A 17:10
NW02_Analyzer N/A 8‐May‐19 N/A N/A 0.07 N/A N/A N/A N/A 17:15
NW02_Analyzer N/A 8‐May‐19 N/A N/A 0.07 N/A N/A N/A N/A 17:20
NW02_Analyzer N/A 8‐May‐19 N/A N/A 0.06 N/A N/A N/A N/A 17:25
NW02_Analyzer N/A 8‐May‐19 N/A N/A 0.06 N/A N/A N/A N/A 17:30
NW02_Analyzer N/A 8‐May‐19 N/A N/A 0.06 N/A N/A N/A N/A 17:35
NW02_Analyzer N/A 8‐May‐19 N/A N/A 0.07 N/A N/A N/A N/A 17:40
NW02_Analyzer N/A 8‐May‐19 N/A N/A 0.06 N/A N/A N/A N/A 17:45
NW02_Analyzer N/A 8‐May‐19 N/A N/A 0.07 N/A N/A N/A N/A 17:50
NW02_Analyzer N/A 8‐May‐19 N/A N/A 0.09 N/A N/A N/A N/A 17:55

NW02_Resample 203240 9‐May‐19 <1 <1 0.52 0.49 0.65 0.36 3.4 16:26

NOTES/COMMENTS: 
1. All microbiological tests performed by contract laboratory.
2. N/R-No Result due to laboratory/analyst error.
3. N/A-Not Analyzed.
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