
 

 

 



Sample Name
Sample 

Number

Date 

Sampled

E Coli  

(MPNU/100mL)

Total Coliform  

(MPNU/100mL)

HPC 

(CFU/100mL)

Free Chlorine 

(mg/L)

Total  Chlorine 

(mg/L)

 Turbidity-field  

(ntu) 

Temperature  

(ºC)

Time Sampled  

(hrs)

WC02 409906 21-Jul-21 14 14 <1 0.68 0.83 0.10 14.4 10:19

WC02 - Resample 1 410937 22-Jul-21 0 0 <1 0.75 0.96 0.12 17.4 16:06

WC02 - Resample 1 Duplicate 410938 22-Jul-21 0 0 <1 0.74 0.93 0.11 17.4 16:07

WC02 - Downstream 410939 22-Jul-21 0 0 <1 0.63 0.94 0.14 19.5 15.49

WC02 - Upstream 410940 22-Jul-21 0 0 <1 0.79 1.01 0.12 17.6 16:20

WC02 - Resample 2 410956 23-Jul-21 0 0 <1 0.81 0.98 0.14 17.8 16:22

WC02 - Resample 2 Duplicate 410957 23-Jul-21 0 0 <1 0.78 0.94 0.13 17.8 16:23

WC02 - Downstream 410958 23-Jul-21 0 0 <1 0.74 0.99 0.16 17.2 16:04

WC02 - Upstream 410959 23-Jul-21 0 0 <1 0.85 1.00 0.12 18.1 16:35

NOTES/COMMENTS: 

1. All microbiological tests performed by contract laboratory.

2. OL - Autosampler or Process Offline

3. NA - Not Applicable
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