
    
 
 

ENVIRONMENTAL STANDARDS DIVISION  
2230 Main Street, Winnipeg, Manitoba R2V 4T8  T. | Tél.: 204-986-4684 
DIVISION DES NORMES ENVIRONNEMENTALES  F. | Fax : 204-339-2147 
2230, rue Main, Winnipeg (Manitoba) R2V 4T8  winnipeg.ca/waterandwaste 

Kale Black, Sr. Drinking Water Officer  November 5, 2021 
Office of Drinking Water, Manitoba Sustainable Development  
309 – 25 Tupper Street North 
Portage La Prairie, MB   R1N 3K1 
 

RE: CORRECTIVE ACTION REPORT FOR WINNIPEG PUBLIC WATER SYSTEM, 252.00 
 

Incident No: CAR-12-2021 

Reported to ODW: October 7, 2021  

Reported by: Tim Shanks, Manager of Water Services 

Approved by: Tim Shanks, Manager of Water Services 

Incident Date: October 7, 2021 

Incident Location: Winnipeg 3-Dist NW02_ Analyzer 

Incident Type: Low Disinfectant Residual in Distribution System, 22(1) MR 40/2007 

Description of Issue and Corrective Actions: 

The online analyzer installed at the NW02 Distribution System Monitoring Location began measuring 
decreasing chlorine residuals starting at approximately 11:35am, measuring a minimum of 0.09 mg/L free 
chlorine at 12:25pm.  Water Services contacted the ODW to report the free chlorine residual below 0.1 mg/L 
and dispatched an instrument technician to confirm the chlorine analyzer readings. The instrument 
technician checked the analyzer and it appeared to be working normally.   A review of work in the area 
revealed that flow testing had been performed on the hydrant adjacent to the building at approximately 
11:30am, the reduced flow and resulting discoloured water were determined to be the cause of the low 
chlorine residual.   

Test Results: Grab sample @ Hydrant (8:30pm): free chlorine 0.71 mg/L; turbidity 1.69 NTU; total coliforms 

0 MPN/100mL; E. coli 0 MPN/100mL 

Reference No: L2649446 
 

EMERGENCY REPORTING IS REQUIRED WHERE A POTENTIAL HEALTH RISK IS INVOLVED.  FOLLOW THE 
INSTRUCTIONS OF YOUR DRINKING WATER OFFICER IN SITUATIONS REQUIRING IMMEDIATE 
REPORTING 
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City Of Winnipeg

Water and Waste Department

Water Services

West Kildonan Library Chlorine Analyzer Data

Date Time

10/7/2021 11:20:27 AM

10/7/2021 11:25:27 AM

10/7/2021 11:30:27 AM

10/7/2021 11:35:27 AM

10/7/2021 11:40:27 AM

10/7/2021 11:00:27 AM

10/7/2021 11:05:27 AM

10/7/2021 11:10:27 AM

10/7/2021 11:15:27 AM

10/7/2021 1:00:27 PM

10/7/2021 1:05:27 PM

10/7/2021 1:10:27 PM

10/7/2021 1:15:27 PM

10/7/2021 1:20:27 PM

10/7/2021 12:35:27 PM

10/7/2021 12:40:27 PM

10/7/2021 12:45:27 PM

10/7/2021 12:50:27 PM

10/7/2021 12:55:27 PM

10/7/2021 12:10:27 PM

10/7/2021 12:15:27 PM

10/7/2021 12:20:27 PM

10/7/2021 12:25:27 PM

10/7/2021 12:30:27 PM

10/7/2021 11:45:27 AM

10/7/2021 11:50:27 AM

10/7/2021 11:55:27 AM

10/7/2021 12:00:27 PM

10/7/2021 12:05:27 PM

10/7/2021 1:50:27 PM

10/7/2021 1:55:27 PM

10/7/2021 2:00:27 PM

10/7/2021 1:25:27 PM

10/7/2021 1:30:27 PM

10/7/2021 1:35:27 PM

10/7/2021 1:40:27 PM

10/7/2021 1:45:27 PM

 Report Created: 

Thursday, October 07, 2021


	Draft CAR-12-2021 (NW02 Analyzer)
	CAR-12-2021 Data

