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LP-A 100A, 120/208V, 3PH, 4W 60CCTS
LOAD DESCRIPTION DESCRIPTION LOAD
2
MECHANICAL ROOM LIGHT 1 I9A 15A 7™ ELECTRICAL ROOM RECEPTACLES
3  ,\15A 15A ~— 4
ELECTRICAL ROOM LIGHT MECHANICAL ROOM RECEPTACLES
5 6
WASHROOM LIGHT £ I5A LA 7 WASHROOM RECEPTACLES
7 8
CORRIDOR LIGHT £ I5A 1A 7 CORRIDOR RECEPTACLES
9 > 10
OFFICE LIGHT 15A 15A OFFICE RECEPTACLES
1~ s\ 12
OUTDOOR LIGHTING 15A LoA OFFICE RECEPTACLES
13 14
EMERGENCY LIGHT £ NI5A 1A 7 KITCHEN RECEPTACLES
15 ,~15A 15A ~—\ 16
5.1W WASHROOM EXHAUST FAN KITCHEN RECEPTACLES
113W | ELECTRICAL ROOM EXHAUST FAN 17 \I9A LA 7™ 18 | b ARE
19 20
FRIDGE RECEPTACLE BELOW COUNTER £ MI5A 1A 7™ SECURITY CAMERA VI-08
21 22
1.5KW | BASEBOARD HEATERS CORRIDOR 20A 1A SECURITY CAMERA VI-09
23 ,~15A 15A ~—\ 24
0.5KW | BASEBOARD HEATERS WASHROOM URALY VI-2e(02
25~ 20A 15A —\ 26 4 ¥ v M N pARA vV
1.5KW | BASEBOARD HEATERS OFFICE SCALE HOUSE POWERED DOOR OPENERS \ A
27 30A S\ 2 S5
/]\ 15A SCALE HOUSE - BOOT AREA POWERED DOOR OPENERS AL
29 30 A A A A A A A A A A
TVSS I LA A
31 32
15A SPARE
33—~ 34
1500W | WATER HEATER 20A 1A 7 SPARE
35 —\ 36
30W SPLIT SYSTEM 15A LoA BASEBOARD HEATER ELECTRICAL ROOM 0.5KW
37 ,15A 15A ~—\ 38
OFFICE UPS RECEPTACLE BASEBOARD HEATER MECHANICAL ROOM 0.3KW
39~ 40
SCALE REMOTE RECEPTACLE 15A 20A /T
41~ 15a /J\ 42 | AIR CURTAIN 1 2500W
SCALE DIGITIZER RECEPTACLE
43 a4
KEY READER RECEPTACLE A 20A 7T
45 T~ 208 /J\ 46 | AIR CURTAIN 2 2500W
PUMP 47 /J\ 48
1OA 7 GATE 1
49 50
SPLIT SYSTEM CONDENSING UNIT 7 1207 1A 7 GATE 2
51 52
CLERK PANIC ALARM £ I5A 20A /T\
53 ~ 44
MICROWAVE 15A I UPS
55 56
SPARE /\15A
57 58
SPACE SPACE
59 60
SPACE SPACE
LP-D 100A, 347/600V, 3PH, 4W 36CCTS
LOAD DESCRIPTION DESCRIPTION LOAD
1 /TN\15A 30A /T 2
3 /l\ /l\ 4
5.0KW | UNIT HEATER UH-1 [ [ TVSS
5 /J\ /J\ 6
7 /TN15A 25A /TN 8
9 /l\ /l\ 10
5.0KW | UNIT HEATER UH-2 [ [ DUCT HEATER DH-1
11 /J\ /J\ 12
13 T\15A 25A T\ 14
| |
15 16
5.0KW | UNIT HEATER UH-3 T T TRANSFORMER TR-3
17 /J\ /J\ 18
19 /T\15A 15A T 20
| |
21 22
5.0KW | UNIT HEATER UH-4 T 4 SPARE
23 A AN 24
25 T\15A 15A /T 26
FAN SF-1 27 /:\ /:\28 SPARE
29 /J\ /J\ 30
31 32
/'I\lSA SPACE
33 N 34
FAN EF-1 SPACE
35 /J\ 36
SPACE

LP-B 200A, 600/347V, 3PH, 4W 30CCTS LP—-C 100A, 120/240\/, 1PH, 3W 18CCTS
LOAD DESCRIPTION DESCRIPTION LOAD LOAD DESCRIPTION DESCRIPTION LOAD
2 2
1 /{\3% 20A /T\ INTERIOR & OUTDOOR LIGHTING 1/ hI5A 1A 7 EMERGENCY LIGHT
TVSS 2 M T4 | VA TRSNSFORMER 2KW | BASEBOARD HEATER 8 204 1A 7 4 [ ccepTacies
5 N L FAN 5/ MSA 15A 7N © I SEcURITY CAMERA VIFG
OUTDOOR LIGHTING CONTACTOR T_/N20A 20A /-I\ 8 ! /[\3OA 15A 7 8 I \IR CONDITIONER 1KW
9 \20A T 10 2. M 15A ~—\ 10
OUTDOOR LIGHTING /J\ LP-C TVSS PN GATE
OUTDOOR LIGHTING 11 ™ 20A 12 1 15A 12 1 s
OUTDOOR LIGHTING 18 208 1OOA/I\ 14 SPARE 18 ~15A 15A 1 T oo ARE
SPARE 15 /204 QDN PN SPARE 15 154 20A 7 10 P oA RE
17
SPARE 17 ~\20A /L\18 SPARE /\15A 20A ~—\ 18 SPARE
SPARE 19 208 20A 7D FopaRE
P ARE 21 N 20A 200~ 22 [
23
o ARE /N 20A 20 N 24 T
25
SPARE /N 20A 20A N\ 26 [0
SPARE 27 N\ 20A 15A ~—\ 28 SPARE
opARE 29~ 20A 1650 N 30 [T
LP—E 100A, 120/208\/, SPH, 4W 36CCTS
LOAD DESCRIPTION DESCRIPTION LOAD
2
INTERIOR LIGHTING L 7 NIA S0A /-I\
3 \15A 4
INTERIOR LIGHTING /J\ TVSS
INTERIOR LIGHTING 2 I5A 6
OUTDOOR LIGHTING 7 SA 154 7 8 I §,TDOOR RECEPTACLES
OUTDOOR LIGHTING 9 M15A 154+ 19 © o 1D00R RECEPTACLES
MOTORIZED DAMPER 11 M\15A 154 7 12 [\ 1ERIOR RECEPTACLES
SPARE 13 154 154~ 1 [ \TERIOR RECEPTACLES
SPARE 15 \15A 1 Mspace
SPACE 17 18 lspacE
19 20
SPACE SPACE
21 22
SPACE SPACE
23 24
SPACE SPACE
25 26
SPACE SPACE
27 28
SPACE SPACE
29 30
SPACE SPACE
31 32
SPACE SPACE
33 34
SPACE SPACE
35 36
SPACE SPACE
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