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PART E – SPECIFICATIONS 

Revise: E16.2(b) to read: The two (2) soccer fields will be connected to a new summer water service pit, which will 
be installed near the north property line, along Maginot Street. The new water 50 mm dia. 
water service and pit enclosure is part of the Contractor’s Work and must be installed in 
accordance with SD-241B and to C.W. 3530-R3. 

Revise: E16.4(k) to read: Double check valve: shall be “Watts 50 mm 007 Double Check Valve”.  This valve is 
for the summer water service located in the summer service enclosure. 

Revise: E16.5(b) to read: The Contractor shall install a new 50 mm diameter summer water service water supply 
for the soccer field irrigation systems, in accordance with SD-241 B and as per CW 3530-
R3.  This water service shall include a double check valve and water meter and be 
located as per drawing 1-L4. 

 

DRAWINGS 

Replace: 668-2014 _Drawing_L4 with 668-2014 _Addendum_1 Drawing L4-R1 
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