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T/O Parapet
109'-7"

U/S Suspended Ceiling
107'-11"

Continuous pre-finished
metal parapet cap

Roof membrane. Seal to
plywood.

New 3 "x3"x1/4" HSS.
Fill core with sprayfoam

insulation.

Fl
us

h

Suspended ceiling rafter

Back painted glass

Slope 1/2"

Tapered sleeper

Intermittent sloped wood
blocking to support edge

of plywood roof
sheathing

2x4 stud at 24"o/c
complete with 1/2"

plywood on each side

1/2" plywood.

1/
2"

3/
4"

2 3/4"

3/
4"

Door operator

1/2" D-300 Bailey Trim

Provide blocking as
required for installation

of door operator.

Dashed line of 12" long 
2x4 wood blocking cut to 
suit at 24" on centre
Continue spray foam 
insulation under blocking

Structural glazing 
sealant

Sealed unit adhered to 
plywood behind.

Custom cut stud at 
24"o/c complete with 
insulation, 1/2" plywood 
(exterior side) and 1/2" 
GWB (interior side).

1/2" plywood.

Apply double-sided tape 
3/4" inset from all edges 
of sealed glazing unit.

T/O Floor Sheathing
100'-0"

Concrete slab. See 
foundation plan.

T/O Grade Beam
99'-4 5/8"

Fl
us

h

Thermally broken 
aluminum door
Aluminum threshold

1/2" bond break

Continuous rod and 
caulk

Angle-1

T/O grade beam
aligns with U/S

container corner
blocks. Typical.

Continuous 5"x3"x1/4" 
HSS. Fill core with 
sprayfoam insulation.

Continuous 2" wide steel
plate shims. Thickness

to suit. Continuous waterproof 
membrane. Waterproof 
membrane is continuous behind 
steel angle. Extend waterproof 
membrane up to and lap over top 
of floor sheathing. Horizontal lap 
to match depth of door threshold 
and  curtain wall. Typical.

Container floor joist.
Contractor to site verify

location in relation to cut
end of container and

report any conflicts to
Architect. Typical.

Container floor

Floor grille set into
plywood floor sheathing.
Top of grille is flush with

top of floor finish.
Typical.

Continuous 2"x2"x3/16"
angle to pick up edge of

container floor

Rigid insulation

Sprayfoam insulation

Flush

Fl
us

h

PL-3

Continuous shim

Plywood floor sheathing

Void form

Coordinate Nelson stud
locations to suit

reinforcing

Section Detail of Mechanical Core Roof Connection to Containers
3"=1'-0"

5
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T/O Siding
109'-7"

Continuous pre-finished
metal parapet cap

Continuous sloped 2x8
cap plate cut to suit

Roof membrane. Seal at
outside face of parapet

cap plate
2x4 stud at 24"o/c 
complete with 1/2" 
plywood sheath both 
sides

Dashed line of 12" long 
2x4 wood blocking at 
24" on centre

Continue spray foam
insulation under framing

Dashed line of container
roof corrugation beyond

Dashed line of container
corner block beyond

Container corner block
beyond

Container top rail

Continuous wood shim

Fl
us

h

Fl
us

h

Slope 1/2"

Continuous 2"x1"x1/8"
epoxy painted steel

angle

Continuous elastomeric 
caulk joint

1 
1/

4"

T/O Parapet
109'-5"

Slope

Continuous 1x3
strapping

Plywood sheathing

Plywood finish

Line of corrugated
container wall

2
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Parapet Section Detail
3"=1'-0"
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U/S Ceiling
108'-7 1/2"

Tapered 2x6 roof joist 
beyond

Continuous 2x8

Suspended ceiling rafter
beyond

7/8" reveal

Container top rail

Sprayfoam insulation 
between roof joists
Continuous 2x6 
laminated to 2x4 rim 
board

Continuous 2x4

Sprayfoam insulation
between sleepers

Tapered sleeper beyond

Continuous 1x3 furring 
strip

Roof membrane
SlopePlywood sheathing

Continuous 1x6
Continuous 2x6

16 ga. polished stainless
steel adhered to

plywood sheathing

3/4" P.T. plywood
sheathing

Wrap stainless steel at
all four edges of

plywood sheathing

3/8" reveal typ.

1 1/4" 1 1/4"

Fold stainless steel to
provide lap joint

This edge is free to
expand

Exterior

Interior

3" lap

3/
16

" r
ev
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± 1/4" gap between 
outside face of spray 
foam insulation and toe 
of continuous angle

1"x2"x1/8" x 2" long
angle

1"x1"x1/8" x 2" long 
angle

Spray foam insulation

Exterior edge of 
container side rail below

Interior edge of 
container side rail below
Corrugated container 
wall panel

2"
 ty

p.

3/16" corten plate siding. 
See elevations for width 
and length.

3/8" reveal typ.

Continuous 3/16" x 3" 
wide corten plate 
centered on reveal.  
Weld plate to siding 
along one edge. 
Opposing edge is free to 
allow for expansion.

Weld 3/4" every 1'-0"

3/16" corten siding. See 
elevations for width and 
length.

Continuous 1"x1"x1/8" x 
2" long steel angle. 
Weld to HSS. Typical.
2"x2"x1/8" x 3" long 
HSS. Fill HSS core with 
spray foam insulation.

1"x1"x1/8" x 2" long 
steel angle. Weld to 
corten siding. This 
becomes 1"x2"x1/8" x 2" 
long on South side of 
building. 8 locations per 
panel.

Continuous 1/4"x 1"
steel bar shim.

Typical.

Continuous 1/4"x 1"
exterior grade
plywood shim.

Typical.

2"x3"x 3/16" steel plate 
shim. Typical.

1"
 ty

p.

All welds by steel fabricator

Corten Siding Support
3"=1'-0"

2

A-07
Polished Steel Siding Support
3"=1'-0"

3
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Plan Details of Siding Relationships
3"=1'-0"

1
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Section Detail of Entry Door Sill at Re-built Contaner End
3"=1'-0"

4
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Parapet Section Detail at Re-built Contianer End
3"=1'-0"
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Two 1"x1"x1/8" x 4" long 
steel angles welded 
together. 8 locations per 
panel.

16ga. polished 
stainless steel 
adhered to 3/4" P.T. 
plywood sheathing
Fasten plywood to 
angle prior to 
adhering polished 
stainless steel with 
4-Teks #12 socket 
wafer head screws 
winged

1. 2015.05.08 Issued for Construction

2. 2015.06.18 Issued for Addendum 3

2015.06.18

2

2


	A-07
	Viewport-14
	Viewport-16
	Viewport-4
	Viewport-21
	Viewport-3
	Viewport-5
	Viewport-6
	Viewport-7
	Viewport-22


