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A. WHERE TOGGLE SWITCHES, OR DIMMER CONTROLS ARE ADJACENT EACH OTHER,
PROVIDE GANGED SWITCHING TO ACCOMMODATE TOTAL NUMBER OF SWITCHES,
UNLESS NOTED OTHERWISE.

B. ALL RECESSED LIGHTING FIXTURES IN LAY-IN CEILINGS SHALL BE INSTALLED
WITH 6' LONG FLEXIBLE METAL CONDUIT.

C. ALL MOUNTING HEIGHTS FOR LUMINAIRES ARE TO THE BOTTOM OF THE LUMINAIRE
UNLESS NOTED OTHERWISE. REFER TO ARCHITECTURAL DETAILS.

D. REFER TO ARCHITECTURAL ELEVATIONS FOR MOUNTING HEIGHTS OF EXTERIOR OR
INTERIOR LUMINAIRES.

E. EMERGENCY LIGHTING REMOTE HEADS AND EXIT SIGNS SHALL BE CEILING
MOUNTED WITHIN THE MAIN LIBRARY AREA UNLESS NOTED OTHERWISE.

F. REFER TO ARCHITECTURAL FLOOR PLANS AND REFLECTED CEILING PLANS FOR
MOUNTING HEIGHTS AND LOCATIONS.

GENERAL NOTES

N

PROJECT

ADDRESS

DATE

February 28, 2016

SCALE

revision

OWNER

As indicated

main floor -
lighting

Windsor Park Library

EL2.1

1201 Archibald Street

KEY NOTES

1 MAIN FLOOR EMERGENCY LIGHTING BATTERY UNIT.

2 PROVIDE ZONE SENSING TO PICK UP LIGHTING CIRCUITS FOR BATTERY UNIT
SUPPLYING EMERGENCY LIGHTING THIS AREA.

3 NETWORK WALL POD DIMMING CONTROLLER. REFER TO MULTI-PURPOSE
LIGHTING CONTROL SCHEMATIC.

4 CONDUIT SUPPLYING LIGHTING AND LIGHTING CONTROLS WITHIN MAIN
LIBRARY AREA SHALL BE RUN PARALLEL TO CEILING FLUTES AND WITHIN
CEILING FLUTES WHEREVER POSSIBLE. REFER TO ARCHITECTURAL DETAILS.

5 NETWORK WALL POD ON/OFF CONTROL. REFER TO MAIN LIBRARY LIGHTING
CONTROL SCHEMATIC.

EL2.1 SCALE:  1/8" = 1'-0"

1 MAIN FLOOR PLAN - LIGHTING

303-100 Osborne St. South
Winnipeg, MB
R3L 1Y5
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