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CHILLER
SHOWN SHADED

AT MASONRY PARTITION WALLS ABOVE
SHOWN DASHED, H/C SUPPLIER TO ALLOW FOR 625 lb/ft

ALL C.I.P. PILES TO BE P-1 TYP. U.N.O.
SEE SCHEDULE
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FLUSH FRAMED PWF 2-2x12 SPF#2
JOISTS @ 16" O/C
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LEDGER CONNECTION AT WOOD DECK
AS PER SECTION
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PROVIDE LEDGER CONNECTION
AS PER SECTION 8/S-2A

ALL C.I.P. PILES TO BE P-1 TYP. U.N.O.
SEE SCHEDULE

TYP. FULL PLANK WIDTH HANGER
BY HOLLOWCORE SUPPLIER

AT MULTIPLE LOC'NS
SEE ARCH & MECH

ADDN'L 15M @ 12" O/C TO OVER TSL-2
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DESIGN LOADS:
LIVE LOAD:  AS NOTED ABOVE
DEAD:  SELF WEIGHT
   8" HOLLOWCORE:  2.6 kPa
   CONC. TOPPING:  1.2 kPa
   (MIN. 2.25", MAX. 2.75")
   CONCRETE SLAB:  3.5 kPa
   HOUSEKEEPING PAD:  2.4 kPa

4.8kPa
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 3/32" = 1'-0"S-1
1 FOUNDATION & MAIN FLOOR FRAMING PLAN

C.I.P. CONCRETE GRADE BEAM SCHEDULE

MARK TYPE REMARKS

GB-1 10" x 2'-0" GRADE BEAM R/W 3-25M TOP & BOTTOM
W/ 10M STIRRUPS @ 12" O/C
ON 6" VOIDFORM

GB-1A 8" x 2'-0" GRADE BEAM R/W 2-25M TOP & BOTTOM
W/ 10M STIRRUPS @ 12" O/C
ON 6" VOIDFORM

GB-2 8" x 5'-0" GRADE BEAM R/W 2-20M TOP & BOTTOM
2-15M MID. EACH FACE EQ. SPACED
W/ 10M STIRRUPS @ 12" O/C
ON 6" VOIDFORM

GB-2A 12" x 5'-0" GRADE BEAM R/W 2-20M TOP & BOTTOM
2-15M MID.
W/ 10M STIRRUPS @ 12" O/C
ON 6" VOIDFORM

GB-3 12" x 3'-10" GRADE BEAM R/W 2-25M TOP & BOTTOM
2-15M MID.
W/ 10M STIRRUPS @ 12" O/C
EXTEND & HOOK VERT. LEG
INTO H/C UPSTAND ABOVE @ REQ'D LOC'NS
W/ CONT. 2-15M HORIZ. IN UPSTAND
ON 6" VOIDFORM

GB-4 16" x 2'-0" GRADE BEAM R/W 2-25M TOP & BOTTOM
W/ 10M STIRRUPS @ 12" O/C
ON 6" VOIDFORM

GB-5 10" x 2'-0" GRADE BEAM R/W 2-25M TOP & BOTTOM
W/ 10M STIRRUPS @ 12" O/C
ON 6" VOIDFORM

C.I.P. CONCRETE SLAB SCHEDULE

MARK TYPE REMARKS

SL-1 6" STRUCTURAL
CONCRETE SLAB

R/W 15M @ 12" O/C BOTTOM EACH WAY
ON 6" VOIDFORM
W/ PERIMETER 15M TOP DOWELS @ 12" O/C

SL-2 6" STRUCTURAL
CONCRETE SLAB

R/W 15M @ 12" O/C BOTTOM EACH WAY
ON 6" VOIDFORM

SL-3 7" STRUCTURAL
CONCRETE SLAB

R/W 15M @ 12" O/C TOP & BOTTOM EACH WAY
ON 6" VOIDFORM
C/W 3'-6" x 3'-6" x 4" DP. DROP PANEL

DROP PANEL SCHEDULE

MARK TYPE REMARKS

DP-1 48"x48"x4" DP DROP PANEL PROVIDE TM-1 AT ALL DP-1 LOC'NS

 1/32" = 1'-0"S-1
2 MAIN FLOOR DESIGN LOADS

NORTH

C.I.P. CONCRETE PILE SCHEDULE

MARK TYPE REMARKS

P-1 16"Ø PILE LENGTH VARIES, 46' AT INTERIOR, 45' AT PERIMETER U.N.O.
R/W 5-10M VERT. FULL LENGTH
W/ 2-10M RINGS TOP @ 6" O/C
REMAINDER @ 24" O/C

- ALL PILES TO BE P-1 U.N.O.
- PILE LENGTHS NOTED (XX') ON PLAN
- T.O. PILE ELEVATIONS NOTED [-X'-XX"] ON PLAN
- PILES AT EXTERIOR RETAINING WALL TO BE 25'-0" LG.

 1 1/2" = 1'-0"S-1
3 BPL-1 PLAN DETAIL

 1 1/2" = 1'-0"S-1
4 BPL-2 PLAN DETAIL

TOP MAT SCHEDULE

MARK REMARKS

TM-1 8-15M x 8'-0" LG. @ 8" O/C EACH WAY

C.I.P. CONCRETE PILECAP SCHEDULE

MARK TYPE REMARKS

PC-1 24"Ø x 24" DP. R/W 5-20M VERT.
W/ 4-10M RINGS EQ. SPACED

- PROVIDE MATCHING VERT. DOWELS FROM WALLS ABOVE
- VOIDFORM NOT REQUIRED AT INTERIOR LOC'NS
  W/ MIN. 6" AIRSPACE BELOW DUE TO CRAWLSPACE GRADE

THICKENED SLAB SCHEDULE

MARK REMARKS

TSL-1 16" x 16" @ EDGE R/W 2-20M TOP & BOTTOM
W/ 15M STIRRUPS MATCHING SLAB REINFORCING

TSL-2 16" x 16" @ INT. R/W 2-20M TOP & BOTTOM
W/ 15M U-BAR STIRRUPS MATCHING SLAB REINFORCING

TSL-3 12" x 12" @ EDGE R/W 2-15M TOP & BOTTOM
W/ STIRRUPS MATCHING SIDEWALK REINFORCING

0 JCR

C.I.P. CONCRETE BEAM SCHEDULE

MARK TYPE REMARKS

CB-1 16" x 8" CONCRETE BEAM R/W 2-20M TOP & BOTTOM
W/ 10M STIRRUPS @ 10" O/C

CB-2 8" x 20" CONCRETE BEAM R/W 2-20M TOP & BOTTOM
W/ 10M STIRRUPS @ 10" O/C

CB-3 8" x 4'-3" CONCRETE BEAM R/W 2-25M TOP & BOTTOM
3-15M MID. EACH FACE
W/ 10M STIRRUPS @ 10" O/C

CB-4 8" x 30" CONCRETE BEAM R/W 2-15M TOP & BOTTOM
2-15M MID. EACH FACE
W/ 10M STIRRUPS @ 10" O/C

ISSUED FOR CONSTRUCTION 2016.03.28

HOLLOWCORE SCHEDULE

8" H/C 8" PRE-STRESSED PRECAST HOLLOWCORE

HELICAL SCREW PILE SCHEDULE

MARK REMARKS

HP-1 W/ MIN. 3.5”Ø x MIN. 10’-0” GALV. STEEL HELICAL SCREW PILE W/ SINGLE HELIX
MIN. 10K FACTORED LOADING CAPACITY & 8K SERVICE LOAD CAPACITY
W/ MIN. 0.3” WALL THICKNESS OR GREATER AS REQ’D BY SUPPLIER
C/W 1/4” PLATE LATERAL RESTRAINT FINNED SLEEVE @ T.O. GRADE
W/ 1/2”x6”x6” TOP MOUNTING PLATE

HP-2 W/ MIN. 3.5”Ø x MIN. 10’-0” GALV. STEEL HELICAL SCREW PILE W/ SINGLE HELIX
MIN. 12K FACTORED LOADING CAPACITY & 9K SERVICE LOAD CAPACITY
W/ MIN. 0.3” WALL THICKNESS OR GREATER AS REQ’D BY SUPPLIER
C/W 1/4” PLATE LATERAL RESTRAINT FINNED SLEEVE @ T.O. GRADE
W/ 1/2”x6”x6” TOP MOUNTING PLATE

- PROVIDE MATCHING VERT. DOWELS FROM WALLS ABOVE

2

1 JCRISSUED FOR ADDENDUM 2 2016.04.27

2

2 JCRISSUED FOR ADDENDUM 3 2016.04.27




