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QUESTIONS AND ANSWERS 
 
Q1 Current network diagram/topology?   
 

A1 Please see the network overview diagram, which is one of the Relevant documents available upon 
request and upon submission of completed Non-Disclosure agreement. 

 
Q2 Plant Floor Layout? 
 

A2 Each station is different in both physical size and complexity. 
 
Q3 What background can you provide surrounding the use of interfaces and protocols from each SCADA device? 
 

A3 The old stations currently use SCADAPack Modbus and the newer stations are using the DNP3 
protocols. For the sites which were visited as part of the Site Investigation, the Saskatchewan Lift and 
Selkirk Diversion are using SCADAPack Modbus. Marion and Selkirk Flood are using the DNP3 protocol. 

 
Q4 What is the physical termination types are used for the phone lines – (eg: 66block, screw terminal, bix block)? 
 

A4 PSTN lines come in to a screw down block. From there one pair goes to an RJ12 plug into the fax 
modem. The fax modem uses a serial DB9 to Ethernet converter to connect to the RTU. 

 
Q5 What are the estimated cable distances for some of the arrangements at each installation? 
 

A5 Cable distances vary by the depth of the RTU panel, generally <100’. 
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