
Jon Braun QCA
Callout
Roof-A: Structurally sloped. Provide min. 2% back-slope to effective drainage.

Jon Braun QCA
Callout
Roof-B: Provide min. 1.5% slope c/w min. 2" plus ISO to effective R30.(Min. 2" ISO required for membrane warranty. Remaining R-value can be composed of EPS Type 2.)

Jon Braun QCA
Callout
Roof-F: Provide min. 1.5% slope c/w min. 2" plus ISO to effective R30.(Min. 2" ISO required for membrane warranty. Remaining R-value can be composed of EPS Type 2.)
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Min. 13' drain to wall 
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