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1SITE PLAN - DEMOLITION

KEY NOTES
1 OVERHEAD LINES AND POLE TO BE DEMOLISHED BY MB HYDRO.
2 DEMOLISH MP-1, PP-1 AND MS-1 THRU 3. COORDINATE DEMOLITION WORK WITH

MB HYDRO. MAINTAIN EXISTING SYSTEM IN SERVICE UNTIL NEW SYSTEM IS
COMPLETE AND READY FOR SERVICE.

3 EXISTING GOLF COURSE IRRIGATION PUMP. DISCONNECT FROM MS-3, EXTEND
FEEDER TO NEW SOURCE MDB-1 LOCATED IN 2ND FLOOR MECH/ELEC ROOM.
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