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1. VERIFY PUMPS CONNECTED.
2. DEMOLISH EXISTING SWITCHBOARD / DISTRIBUTION PANEL.
3. DEMOLISH EXISTING MAIN DISCONNECT SWITCH AND UTILITY

METER.
4. OVERHEAD LINE TO BE DEMOLISHED BY MB HYDRO.
5. RELOCATE TO LOWER LEVEL.
6. DEMOLISH TRANSFORMER. DEGRADED WINDING INSULATION

AND SECONDARY VOLTAGE OUTPUT IS BELOW RATED.
7. ARENA NORTH WALL EXHAUST FANS. VERIFY QUANTITY AND

LOCATIONS.
8. VERIFY GOLF COURSE IRRIGATION PUMP LOCATION.

KEY NOTES #

A. DASHED LINES DENOTE EQUIPMENT, AND ASSOCIATED WIRING
TO BE DEMOLISHED.

B. EXISTING DISTRIBUTION TO BE DEMOLISHED THROUGHOUT.
REFER TO OVERALL ELECTRICAL PHASING.

C. REVIEW EXISTING BRANCH WIRING AND FEEDERS THROUGHOUT,
AND PROVIDE UPDATED SKETCH OF ELECTRICAL DISTRIBUTION
SCHEMATICS INDICATING REMAINING LOADS AND NUMBER OF
BRANCH CIRCUIT POSITIONS WHERE DEVICES AND/OR
EQUIPMENT NOT DELETED.
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