
A B C D E F G H I J K L M N O P Q R S
T

U V W X Y Z Zi

1

2

3

4

1

2

3

DRESSING ROOM
117

JANITOR
115

LUNCH ROOM
119UNIVERSAL WASHROOM

106

CLASSROOM
110UTR

104

OFFICE
105

RECEPTION
103EQUIPMENT ROOM

124
SHOWER

121B

MENS LOCKER ROOM
121

SHOWER
122BSHOWERS

122A

VEST.
120A

WOMENS LOCKER ROOM
122

FITNESS
126

OFFICE
125

UNIVERSAL WASHROOM
107

POOL AREA
120

AUDITORIUM
108

4

5

6 6

ANTE-ROOM
116

EX. JAN. CL.
114A

EX. MENS W/C
112

EX. KITCHENETTE
113

EX. WOMENS W/C
111

STORAGE
112A

STORAGE
112B

CORRIDOR
114

LIFT
6

7

8

9
9

10
11

11

1212

N

Scale:

Drawn By:

Date:

Drawing

Project

Rev. No. Date Revision Notes

This drawing must not be scaled. The
contractors shall verify all dimensions and
other data on site prior to commencement of
work. Discrepancies, errors, and omissions
are to be reported to Public City Architecture Inc.
prior to proceeding with the Work.

Drawings and specifications as instruments of
service are the property of Public City Architecture
Inc.; the copyright in the same being reserved.

No reproduction or revision to these drawings
may be made without the permission of Public
City Architecture Inc., and when made, must bear
their name. All prints to be returned to Public City
Architecture Inc. upon request.

Review By:

Tender No:

Sheet:

11/06/19

3/32" = 1'-0"

MF2.1

GC JS

ST. JAMES CIVIC CENTRE

LEVEL 1 RENOVATION -
FIRE PROTECTION PLAN

1176-2019

3/32" = 1'-0" MF2.1

1LEVEL 1- FIRE PROTECTION RENOVATION

KEY NOTES
1 FIRE PROTECTION MAINS UP FROM BELOW WITHIN SHAFT.
2 ROUTE FIRE PROTECTION MAINS AT HIGH LEVEL WITHIN CEILING

SPACE.
3 OFFSET PIPE UP WITHIN AUDITORIUM TO ACCOMMODATE HIGHER

ROOF LEVEL
4 PROVIDE UPRIGHT SPRINKLER HEADS TO SERVE THE STORAGE AREA

BELOW THE STAGE.
5 PROVIDE STORZ FIRE DEPARTMENT CONNECTION.
6 FIRE PROTECTION PIPING DOWN FROM HIGH LEVEL.
7 PROVIDE SPRINKLER COVERAGE BENEATH STAGE. HEADS SHALL BE

UPRIGHT STYLE BENEATH STAGE.
8 COORDINATE SPRINKLER HEAD PLACEMENT WITH LIGHTING PLAN.

COORDINATE WITH ELECTRICAL AND ARCHITECTURAL. TYPICAL FOR
ALL HEADS IN LOBBY AREA.

9 CONCEALED HEADS IN GWB BULKHEADS. TYPICAL IN LOBBY AREA.
COORDINATE WITH ARCHITECTURAL FOR BULKHEADS AND
ELECTRICAL FOR LIGHTING LAYOUT.

10 PROVIDE COVERAGE AROUND STRUCTURAL COMPONENTS. TYPICAL.
11 CONCEALED HEADS IN ALL ACT CEILINGS, TYPICAL.  COORDINATE

WITH ARCHITECTURAL RCP PLANS.
12 REFER TO SHEET MF2.3 FOR CONTINUATION.

Certificate of Authorization

Epp Siepman Engineering Inc.

No. 4035

This is a print of a document that has been 
electronically authenticated with technology 
authorized by the APEGM. The original is in 
electronic form.

0 19-11-06 Issued for Construction


	Sheets
	M0.1 - MECHANICAL SYMBOLS
	MP2.0 - BASEMENT DEMOLITION - PLUMBING PLAN
	MP2.1 - LEVEL 1  DEMOLITION - PLUMBING PLAN
	MP2.2 - LEVEL 2 DEMOLITION - PLUMBING PLAN
	MP2.3 - BASEMENT RENOVATION - PLUMBING PLAN
	MP2.4 - LEVEL 1 RENOVATION - PLUMBING PLAN
	MP2.5 - LEVEL 2 RENOVATION - PLUMBING PLAN
	MP4.1 - DETAILS - PLUMBING
	MF2.0 - BASEMENT - FIRE PROTECTION RENOVATION PLAN
	MF2.1 - LEVEL 1 RENOVATION - FIRE PROTECTION PLAN
	MF2.2 - LEVEL 2 RENOVATION - FIRE PROTECTION PLAN
	MF2.3 - ARENA SOUTH - FIRE PROTECTION PLAN
	MF2.4 - ARENA NORTH - FIRE PROTECTION PLAN
	MF2.5 - ARENA SOUTH - FIRE PROTECTION PLAN
	MF2.6 - ARENA NORTH- FIRE PROTECTION PLAN
	MF4.1 - DETAILS - FIRE PROTECTION PLAN
	MY2.0 - BASEMENT DEMOLITION - HYDRONIC PLAN
	MY2.1 - LEVEL 1 DEMOLITION - HYDRONIC PLAN
	MY2.2 - LEVEL 2 DEMOLITION - HYDRONIC PLAN
	MY2.3 - BASEMENT RENOVATION - HYDRONIC PLAN
	MY2.4 - LEVEL 1 RENOVATION - HYDRONIC PLAN
	MY3.1 - LEVEL 2 - LARGE SCALE PLANS - HYDRONIC
	MY4.1 - DETAILS - HYDRONIC
	MH2.0 - BASEMENT DEMOLITION - HVAC PLAN
	MH2.1 - LEVEL 1 DEMOLITION - HVAC PLAN
	MH2.2 - LEVEL 2 DEMOLITION - HVAC PLAN
	MH2.3 - BASEMENT RENOVATION - HVAC PLAN
	MH2.4 - LEVEL 1 RENOVATION - HVAC PLAN
	MH2.5 - LEVEL 2 RENOVATION - HVAC PLAN
	MH2.6 - ROOF RENOVATION - HVAC PLAN
	MH3.1 - LEVEL 2 - LARGE SCALE PLANS - HVAC
	MH3.2 - 3D LAYOUTS AND SECTIONS - HVAC
	MH4.1 - DETAILS - HVAC
	MH4.2 - DETAILS - HVAC
	M5.1 - MECHANICAL SCHEMATICS - HVAC
	M5.2 - MECHANICAL SCHEMATICS - HYDRONIC
	M5.3 - MECHANICAL SCHEMATICS - CONTROLS
	M5.4 - MECHANICAL SCHEMATICS - CONTROLS
	M5.5 - MECHANICAL SCHEMATICS - CONTROLS
	M7.1 - HVAC SCHEDULES
	M7.2 - HYDRONIC SCHEDULES




