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HOUSE KEEPING PAD

R/W 6x6x9/9 WIRE MESH

EXISTING CONCRETE SLAB

10M @ 16" O.C. @ PERIMETER

DRILL & EPOXY GROUT 2"

INTO SLAB

6"

5"
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TYPICAL HOUSEKEEPING PAD

SCALE  3/4"=1'-0"

MIN 4" ALL AROUND

OR AS REQUIRED

BY MECH/ELEC.

EQUIPMENT

DRILL & EPOXY GROUT

10M x 16"LONG DOWEL

8" MIN. EMBEDMENT INTO

EXISTING @ 16" 0.C.

USING HILTI HY200

(TYP. ALL AROUND)

EXISTING

CONCRETE SLAB

EXISTING

CONCRETE SLAB

±5" INFILL SLAB ON GRADE

TO MATCH EXISTING DEPTH

REINF.: 10M @ 16" O.C. E.W. CENTER

1 1/2" FROM TOP OF SLAB

3
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TYPICAL SLAB INFILL DETAIL

SCALE: 3/4"=1'-0"

NOTE:

- SEE ARCHITECTURAL, MECHANICAL, & ELECTRICAL DRAWINGS

  FOR LOCATIONS OF FLOOR DUCTS, TRENCH DRAWINGS AND

  UNDER SLAB SERVICES BELOW CONCRETE SLABS.

LINE OF CONCRETE

BLOCK WALL

(BEYOND)

INFILL CONC. BLOCK

WITH CONCRETE

AT BEAM LOCATIONS

(2 CORES MIN.)
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SECTION THROUGH 

NEW OPENING

SCALE  3/4"=1'-0"

1
0
'
-
0
"
 
M

A
X

.

T
O

 
T

.
O

.
 
B

L
O

C
K

 
W

A
L

L

NOTE:

- SITE CONFIRM BLOCK WALL THICKNESS

  & REPORT TO ENGINEER IF CURRENT

  ANGLE LEGS ARE TOO LARGE. (TYP.)

EXISTING

BLOCK WALL

NEW 152x89x10 (LLV)

ANGLE @ EACH SIDE

1/4" GALV. PLATE C/W

WELDS EACH SIDE TO

ANGLES

2

S1.2 S1.2

TYP. OPENING THROUGH 

EXISTING BLOCK WALL

SCALE  3/4"=1'-0"
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S1.2 S1.2

8" 8"
NEW 152x89x10 (LLV)

ANGLE @ EACH SIDE

CUT EXISTING GROUT LINE

& INSERT NEW ANGLES

1/4" THICK PLATE

WELDED TO U/S OF ANGLES

REMOVE BLOCK AFTER

ANGLES HAVE

BEEN INSTALLED.

EXISTING BLOCK WALL

BOND BEAM R/W

2-15M CONT.

102x76x6.4 (LLV) ANGLE

x 6" LONG E.S.

C/W 3/8" Ø ANCHORS INTO

SLAB @ GROUTED CORES

(4'-0" O.C. MAX)

EXISTING FLOOR SLAB
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FILL GAP WITH COMPRESSIBLE JOINT FILLER &

FIRE STOPPING AS REQUIRED AT FIRE RATED

PARTITIONS.
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TYPICAL CMU WALL SUPPORT -

WALL AT SLAB

SCALE  3/4"=1'-0"

BOND BEAM R/W

2-15M CONT.

102x76x6.4 (LLV) ANGLE

x 6" LONG E.S. @

JOISTS, WELD TO JOIST
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A
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ROOF DECK

WALL BEYOND

(1" CLEAR OF ROOF DECK)

FILL GAP WITH COMPRESSIBLE JOINT

FILLER & FIRE STOPPING AS REQUIRED AT

FIRE RATED PARTITIONS.
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TYPICAL CMU WALL SUPPORT -

WALL PERPENDICULAR TO ROOF JOISTS

SCALE  3/4"=1'-0"

BOND BEAM R/W

2-15M CONT.

102x76x6.4 (LLV) ANGLE x 6" LONG

E.S. @ JOISTS, WELD TO CHANNEL

C 100x8 LSV @

GROUTED CORES

(4'-0" O.C. MAX)

ROOF DECK

WALL BEYOND (1" CLEAR OF ROOF DECK)
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FILL GAP WITH COMPRESSIBLE JOINT FILLER &

FIRE STOPPING AS REQUIRED AT FIRE RATED

PARTITIONS.
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TYPICAL CMU WALL SUPPORT -

WALL PARALLEL TO ROOF JOISTS

SCALE  3/4"=1'-0"

102x76x6.4 (LLV) ANGLE x 6" LONG E.S. @

GROUTED CORES (4'-0" O.C. MAX.)

WELD TO BEAM / JOIST

1
"
 
C

L
E

A
R

55x55x5 ANGLE BRACES

@ 8'-0" O.C. MAX.

TO ADJACENT BEAM/JOIST

STEEL DECK

BOND BEAM

R/W 2-15M CONT.

FILL GAP WITH COMPRESSIBLE

JOINT FILLER & FIRE STOPPING

AS REQUIRED AT FIRE RATED

PARTITIONS.
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TYPICAL CMU WALL SUPPORT -

WALL CENTERED BELOW BEAM OR JOISTS

SCALE  3/4"=1'-0"

1/4" BENT PLATE x 4" LONG

@ 4'-0" O.C. MAX.

3/8"Ø x 2" EMBED. THREADED ROD +

HILTI HIT-IC INSERT + HIT-HY 270 ADHESIVE.

3/8" x 3 1/2" EMBED

HILTI KB3

NEW 4" CMU WALL C/W

BOND BEAM @ T/O WALL

(SEE ARCH.)

EXISTING CMU WALL

8" MAX.

(SEE ARCH.)
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TYPICAL CMU WALL SUPPORT -

AT NEW WASHROOMS

SCALE  3/4"=1'-0"

NOTE:

- SEE ARCH. FOR WALL LOCATIONS AND TOP OF WALL ELEVATIONS.
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DUCT BANK SUPPORT - PLAN

SCALE  3/4"=1'-0"

3/16"x4" BENT PLATE

@ 6'-0" O.C. MAX.

±18"x18" DUCT BANK

(SEE ELEC.)

3/8"Øx2" EMBED. THREADED

ROD + HILTI HIT-IC INSERT +

HIT-HY 270 ADHESIVE E.S.

EXISTING CMU WALL

2"3 1/2"

12" x 5 1/2" x 5/8"

STEEL BASE PLATE ON

1" NON-SHRINK GROUT C/W

2 - 5/8"Ø x 4" EMBED. HILTI KB3

HSS 76x76x6.4 FRAME

@ 48" O.C. MAX.

6" STEEL STUD WALL

(SEE ARCH.)

SEE ARCH.
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HSS 76x76x6.4

EXISTING CONC. SLAB
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TYPICAL COUNTERTOP SUPPORT BRACKET

SCALE  3/4"=1'-0"

NOTE:

- SEE ARCH. FOR LOCATIONS

4
"

NOTE:

- SEE PLAN FOR LOCATIONS

- CONFIRM ALL LOCATIONS, WEIGHTS, AND UNIT SIZES WITH

ARCHITECTURAL, MECHANICAL, AND ELECTRICAL DRAWINGS
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TYPICAL R.T.U.

SUPPORT FRAMING

SCALE: 1/2" = 1'-0"

O.W.S.J. (SEE PLAN)

O.W.S.J. (SEE PLAN)

O.W.S.J. (SEE PLAN)

C 200x17

C 200x17

C 200x17

C 200x17

C 200x17

C 200x17

6" x 6" x 1/4" x 6"

LONG CLIP ANGLE

(TYPICAL TO FASTEN

CHANNEL TO O.W.S.J.)

EXISTING CONCRETE

WALL OR COLUMN

L152x152x9.5 x 10" LONG

C/W 2 - 3/8"Ø x 3 1/2" EMBED.

HILTI KB3 ANCHORS MIN. 3 1/2"

FROM EDGE OF CONCRETE.

NEW STEEL LINTEL @

BLOCK WALL OPENING

(SEE TYPICAL DETAIL)
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TYPICAL LINTEL SUPPORT

AT CONCRETE WALL OR COLUMN

SCALE: 1"=1'-0"
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