
1'-0"

8
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1

1

EXISTING

5" CONC. SLAB

CONC. SLAB

(SEE PLAN)
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S2.1 S5.1

SECTION - LIFT PIT

SCALE: 3/4"=1'-0"

EXISTING

CONC. WALL

CONC. GRADE

BEAM

2-15M BOTTOM

10M STIRRUPS

@ 16" O.C.

2-15M TOP

2

S2.1 S5.1

SECTION - LIFT PIT

SCALE: 3/4"=1'-0"

1
'
-
0

"

EXISTING

PILE BEYOND

8
"

8
"

CONC. SLAB

(SEE PLAN)

1'-0"

15M @ 12" O.C. E.W.

DRILL & EPOXY GROUT

MIN. 8" INTO EXISTING

3

S2.1 S5.1

SECTION - BUILT-UP FLOOR

SCALE: 3/4"=1'-0"

EXISTING STAIRS

EXISTING SLAB

EXISTING SLAB

BUILT-UP FLOOR

(SEE PLAN)

STEEL STUD WALL

(SEE PLAN)

3 4

T.O. CONC. MAIN

100'-0"

T.O. CONC. MAIN

±97'-0"

15'-0"

EXISTING CONC. TOPPING

ON CONC. SLAB

EXISTING CONC. WALL

4"x4"x3/8" STEEL BENT PLATE CONT.

C/W 1/2"Ø x 6" EMBED. THREADED ROD

+ HILTI HIT-HY 200 @ 16" O.C.

COMP. SLAB

(SEE PLAN)

1/4"Ø x 3" EMBED.

HILTI KB3 @ 12" O.C.

BUILT-UP FLOOR

(SEE PLAN)

EXISTING CONC. SLAB

(SEE PLAN)

EXISTING CONC. WALL.

REMOVE TOP OF WALL

FOR NEW SLAB INSTALL.

SEE ARCH.
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S2.1 S5.1

SECTION - SLOPED FLOOR

SCALE: 3/4"=1'-0"

STEEL STUD WALL

(SEE PLAN)

T.O. CONC.

±112'-0"

U/S DECK

±111'-6 1/2"

EXISTING STEEL

COLUMN BEYOND

EXISTING CLADDING

(SITE CONFIRM)

EXISTING

CONCRETE BEAM

EXISTING CONCRETE

COLUMN BEYOND

4

7

S2.3 S5.1

SECTION - 

MECH. ENCLOSURE

SCALE: 3/4"=1'-0"

STEEL ROOF DECK

(SEE PLAN)

L76x76x4.8 CONT. @

EDGE OF ROOF DECK (TYP.)

STEEL STUD JOIST

(SEE PLAN)

STEEL STUD WALL

(SEE PLAN)

STEEL ROOF DECK

(SEE PLAN)

EXISTING O.W.S.J.

L152x152x6.4 BETWEEN

EXISTING JOISTS, IN LINE WITH

STEEL STUD WALL ABOVE.

EXISTING 8 " CMU WALL

C/W BOND BEAM @ TOP

EXISTING O.W.S.J.

EXISTING STEEL

ROOF DECK

STEEL STUD JOIST

(SEE PLAN)

STEEL ROOF DECK

(SEE PLAN)

L102x102x6.4 CONT.

C/W 3/8"Ø x 2 1/2" EMBED.

HILTI KB3 @ 36" O.C.

IN GROUTED CORES

EXISTING CLADDING.

REMOVE & REPLACE AS

REQUIRED TO INSTALL

NEW SUPPORT ANGLE.
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S2.4 S5.1

SECTION - 

MECH. ENCLOSURE

SCALE: 3/4"=1'-0"

T.O. CONC. MAIN

100'-0"

COMP. SLAB

(SEE PLAN)

V
A

R
I
E

S

4"

EXISTING CONC. WALL

REMOVE TOP OF WALL AS

REQUIRED FOR NEW SLAB

1/4"Ø CONC.

SCREW @ 12" O.C.

EXISTING CONC. SLAB

1/2"Ø x 3 1/2" EMBED

HILTI KB3 @ 36" O.C.

STAGGERED

1" NON SHRINK

GROUT

L152x102x9.5 LLV

CONT.

L102x102x6.4 x 6" LONG

C/W 2 - 1/2"Ø

3 1/2" EMBED KB3

L51x51x4.8 @ STIFF

PLATE LOCATIONS

3/8" STIFF PLATE @ 48" O.C. MAX.

9

S2.1 S5.1

SECTION - SLOPED FLOOR

SCALE: 3/4"=1'-0"

STEEL SHIM PLATE

AS REQUIRED

T.O. SLAB

99'-5"

3/8" STIFF. PLATE

10"x10"x1/2" STEEL PLATE C/W

4 -1/2"Ø x 3 1/2" EMBED.

HILTI KB3 TYP @ EACH END OF

NEW ANGLE

SITE

DETERMINE
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S2.1 S5.1

SECTION - EXTERIOR WALL OPENING

SCALE: 3/4"=1'-0"

EXISTING PRECAST

WALL PANEL

L76x51x6.4 LLV EXTEND

MIN. 8" BEYOND EDGE

OF NEW OPENING.

NEW OPENING IN

PRECAST WALL PANEL

PRECAST WALL

PANEL BEYOND

EXISTING STUD

WALL TO REMAIN

L76x76x6.4

 PROVIDE 8" BEARING

ON EXISTING CMU E.S.

EXISTING 4" CMU

WALL BEYOND

T.O. EXISTING CMU

±108'-0"

(SITE CONFIRM)

1
'
-
0

"

1'-0"

1

1

1'-0"

1
'
-
0

"

2 - 15M CONT.

10M @ 12" O.C.

WEEP HOLES @ 48" O.C.

C/W SCREEN

CONC. SLAB ON GRADE

(SEE PLAN)
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S2.1 S5.1

SECTION - FLUID COOLER SLAB

SCALE: 3/4"=1'-0"

EXISTING STEEL

ROOF DECK

HSS 127x127x6.4 @

COLUMN LOCATIONS.

EXISTING 20" O.W.S.J.

(SITE CONFIRM)

VERTICAL SLIP

CONNECTION

W200x31 BETWEEN

COLUMNS FOR HOIST

BEAM SUPPORT

W200x31 HOIST BEAM.

CONFIRM LOCATION & ELEVATION W/

SUPPLIER'S SHOP DRAWINGS. PROVIDE

BEARING PLATE IN EXISTING CMU WALL

@ OPPOSITE END (SEE PLAN).

U/S DECK

±111'-6 1/2"

T.O. CONC. WALL

100'-0"

(SITE CONFIRM)

±6'-0"

(SITE CONFIRM)

EXISTING CONC. SLAB

STEEL BEAM

(SEE PLAN)

VERTICAL SLIP

CONNECTION

STEEL COLUMN

(SEE PLAN)

STEEL STUD WALL

(SEE PLAN)

CONC. SLAB

(SEE PLAN)

T.O. CONC. BASEMENT

±88'-6"
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S2.1 S5.1

SECTION - LIFT

SCALE: 3/4"=1'-0"

12a

S5.1 S5.1

12a

S5.1 S5.1

SIM.

13

S2.2 S5.1

SECTION - SECURITY GRILLE

SCALE: 3/4"=1'-0"

1/4"x1" EMBED.

HILTI KWIK-CON II @ 12" O.C.

EXISTING CONC. SLAB

6"x20 GA. STEEL STUDS

@ 16" O.C.

6"x20 GA. STEEL STUD BRACE

@ 64" O.C. MAX.

U/S CEILING

SEE ARCH.

T.O. CONC. 2ND FLOOR

±112'-0"

BULKHEAD

(SEE ARCH.)

2 - 1/4" x 1" EMBED.

HILTI KWIK-CON II @

EACH BRACE LOCATION.

2x6 WOOD BLOCKING CONT.

SECURITY GRILLE

(SEE ARCH.)

U/S DECK

±122'-7"

U/S NEW STEEL ROOF

DECK TO MATCH

EXISTING ±122'-7".

SITE CONFIRM.

T.O. CONC. MAIN

100'-0"

NOTE:

ELEVATION 0'-0"

AS NOTED ON ARCH.

DRAWINGS = 100'-0".

U/S HOIST BEAM

±109'-0"

STEEL STUD CURB

(SEE ARCH.)

L89x89x6.4 @ 6'-0" O.C. MAX.

C/W WELDED CONNECTION TO

EXISTING JOIST TOP CHORD.

TYP. ON NORTH & SOUTH WALLS.

COMP SLAB

(SEE PLAN)

EXISTING

CONC. SLAB

ANCHORS @ MID-HEIGHT OF

SLAB. SIZE & SPACING PER PLAN

5

S2.2 S5.1

SECTION - SLAB INFILL

SCALE: 3/4"=1'-0"

NEW STEEL CHANNELS (SEE PLAN)

INSTALL CHANNELS PRIOR TO

REMOVAL OF EXISTING CONC. COLUMN

5/8"Ø THRU-BOLTS (F1554 GRADE 36)

@ 16" O.C. IN TWO ROWS.

EXISTING CONC. BEAM

EXISTING CONC. SLAB

4
"

8
"

10"

(SITE CONFIRM)

6

S2.2 S5.1

SECTION

SCALE: 3/4"=1'-0"
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/
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"
±
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'
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1

/
2

"

6" STEEL STUD WALL

(SEE ARCH.)

11 x 5 1/2" x 1/2" STEEL BASE PLATE

ON 1" NON-SHRINK GROUT

C/W 2 - 1/2"Ø x 3 1/2" EMBED. HILTI KB3

12a

S5.1 S5.1

BASE PLATE DETAIL - LIFT

SCALE: 1 1/2"=1'-0"

EQ. EQ.
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