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PART B – BIDDING PROCEDURES 

Revise: B2.1 to read: The Submission Deadline is 4:00 p.m. Winnipeg time, April 20, 2020 

DRAWINGS 

Add: 265-2020 _Drawing_ A9-R0 Masonry and Parapet detail  

QUESTIONS AND ANSWERS 

Q1: Is thermal break sheathing mechanically fastened or adhered w/ adhesive? 

 A1: Mechanically fastened would be preferred however as the decking is not 100% visible from the interior 
adhesive would be acceptable or a combination as long as it meets B13.1 and no conduit or fireproofing is 
damaged on the underside of the decking. 

 

NMS SPECIFICATIONS  

Section 07-52-00 Mod-Bit Roofing Score of Work 

Revise: B13.1 to read:  Adhered or Mechanically Attached: As recommended by roof system and/or adhesive 
manufacturer or as required by FM or UL guidelines for wind uplift resistance  
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265-2020 ADDENDUM 1  

ROOF REPLACEMENT RIVER OSBORNE COMMUNITY CENTER 101 
PEMBINA HWY  

 ISSUED: April 15, 2020  
BY: David Firth   

URGENT 
PLEASE FORWARD THIS DOCUMENT TO 
WHOEVER IS IN POSSESSION OF THE 
TENDER 
 

TELEPHONE NO.  204 451-4098 
 
THIS ADDENDUM SHALL BE INCORPORATED 
INTO THE TENDER AND SHALL FORM A PART 
OF THE CONTRACT DOCUMENTS 
Template Version: A20190115 

 

 
Please note the following and attached changes, corrections, additions, deletions, information and/or instructions 
in connection with the Tender, and be governed accordingly.  Failure to acknowledge receipt of this Addendum in 
Paragraph 10 of Form A: Bid may render your Bid non-responsive. 

 

  


