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QUESTIONS AND ANSWERS 

Q1: What controllers are used and the current firmware? 

 A1: McCain Model 2070LX. Firmware 1.11.3.7065 

Q2: Section B13.3.1(c) calls for the demonstration of pedestrian actuation in operation however the specifications 
do not list pedestrian actuation as a requirement (only counting pedestrians).   Is pedestrian actuation required 
feature of the system?   

 A2: The pedestrian actuation is not a requirement.  
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