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1. GENERAL 

1.1 Shop Drawings and Product Data 

.1 Submit shop drawings in accordance with Section 16010 - Electrical General Requirements. 

2. PRODUCTS 

2.1 Interlock Systems 

.1 Kirk key interlocks, Type F for load interrupter switch and Type D for switchgear cubicle 
door to prevent: 

.1 Opening cubicle door for access to fuses while load interrupter is in closed position. 

.2 Closing load interrupter while cubicle door is open. 

.2 Key interlocks mounted in switchgear so that interlocks can not be removed when operating 
switch or breaker is in closed position. 

2.2 Manufacturer 

.1 Kirk Interlocks and Schneider Canada Service. 

3. EXECUTION 

.1 Install interlocks on switch or breakers cubicle as indicated on drawings. 
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