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LINE TYPE

POOL WATER SUPPLY - NEW

DOMESTIC COLD WATER

PS

DOMESTIC COLD WATER - EXISTING

PS POOL WATER SUPPLY - EXISTING

POOL WATER - TO BE REMOVED

POOL WATER RETURN - NEWPR

PR POOL WATER RETURN - EXISTING

HEATED POOL WATER RETURN

HEATED POOL WATER SUPPLY

GENERAL NOTES

- ALL NEW PIPING TO BE PVC, CERTIFIED FOR USE WITH POOL WATER.

- INSTALL ALL NEW HANGERS ON NEW AND RELOCATED PIPE. CONNECT TO UNDERSIDE OF

STRUCTURE.

- PROVIDE COUPLINGS BETWEEN STEEL AND PVC PIPE WHERE CONNECTIONS ARE MADE TO

EXISTING SYSTEM.

- KEY NOTES ON M-2 ARE REFERENCED ON ALL DRAWING PAGES.
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