
WINNIPEG TRANSIT 

DEPARTMENT

421 Osborne Street

Winnipeg MB R3L 2A2

Tel: 986-5812 / 479-5430

avecherya@winnipeg.ca

DATE

2013. 09.30

SCALE

NTS

DRAWN BY CHECKED BY APPR. BY

eFILE PROJECT No

806-2013

DRAWING A-9-RO 806-2013

AV

SHEET TITLE

INSPECTION AND REPAIR 

OF HVAC EQUIPMENTAT 

WINNIPEG TRANSIT 

DEPARTMENT

PROJECT

LOCATION OF HVAC 

EQUIPMENT IN ADMIN 

BUILDING

SHEET No

A-9

Main Chillers (2 units)

1

2
3

45

7
1

6

Boiler Room

SF 1 – Air Conditioning Unit2

Smith – Commercial Water Heater3

RBI – Gas Fired Water Boilers #1 and #2 4

Condenser and Chilled Water Pumps5

SF 2 – Air Conditioning Unit, located in Mechanical Room6

Cooling Tower for existing Chiller. 

Location – on the roof of Machine 

Shop
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