
NOTES:

1. MANUAL BALL VALVES TO BE INSTALLED IMMEDIATELY

NEXT TO EACH CAMLOCK COUPLER.

2. ALL PIPING AND FITTINGS EXPOSED TO CONTACT BY

VEHICLE TO BE STAINLESS STEEL.

Printed on ___% Post-Consumer

Recycled Content Paper
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