
MINIMUM CONDUCTOR SIZE: RW90 

E = EMT CONDUIT

CONDUIT SIZE (MM)

P = PVC CONDUIT

T = TECK CABLE

R = RIGID STEEL CONDUIT

NO. OF CONDUCTORS

A = ACWU

CU=COPPER & AL=ALUMINUM

RA = RA90
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DRAWING NOTES:
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NEW PANEL 150:
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