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1050 LDS (NOT IN THIS CONTRACT)

STA 0+295.000, O/S 11.800
INSTALL NEW CATCHBASIN (SD-024)
C/W 17.49 OF 300 CB LEAD
RIM EL 33.519,
N INV 31.831 W INV 32.574,
BTM EL 31.221
SUBDRAIN INV 32.136

STA 295.000, O/S 11.564L
INSTALL NEW CATCHBASIN (SD-024)
C/W 5.60 OF 300 CB LEAD
RIM EL 33.446,
S INV 31.758, W INV 32.496
BTM EL 31.148
SUBDRAIN INV 32.063

STA 0+293.000, O/S 11.505L
INSTALL NEW CATCHPIT (SD-023)
C/W 2.0 OF 250 CB LEAD AT 1%
RIM EL 33.466,
E INV 32.541

STA 0+293.000, O/S 11.800R
INSTALL NEW CATCHPIT (SD-023)
C/W 2.0 OF 250 CB LEAD AT 1%
RIM EL 33.539,
E INV 32.614

STA 0+378.672, O/S 18.449R
INSTALL NEW CB (SD-025)
C/W 16.45 OF 250 CB LEAD
RIM 33.850,
N INV 32.097, BTM EL 31.707
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FUTURE HYDRO
DUCTS

750 OVERFLOW PIPE
(NOT IN THIS CONTRACT)

POSSIBLE SHAFT LOCATION
(NOT IN THIS CONTRACT)

1050 LDS (NOT IN
THIS CONTRACT)

NEW HYDRANT INSTALLED BY WWD
BEFORE PROPERTY ACQUISITION.
RELOCATE HYDRANT TO NEW
PROPERTY LINE LIMITS.

NOTE:

CATCH BASIN LEAD RISERS (SD-015 TYPE B)
INSTALLED BY OTHERS.
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PROPOSED

HYDRO DUCT"
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