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BASEMENT MECHANICAL RENOVATION NOTES: MECHANICAL SYMBOLS
/1 \BASEMENT FLOOR PLAN - MECHANICAL RENOVATION
S \W2M2/scaE: =10 1] RE-INSTALL STEAM ZONE VALVES 1, 2AND 3. SYMBOL DESCRIPTION
2 | NEWBALL VALVES - SUPPLY AND INSTALL TO SUIT LINE SIZE, Y 7ONE VALVE
3| INSTALL NEW STEAM AND CONDENSATE PIPING, ISOLATION VALVES,
FITTINGS, HANGERS, ETC. LOCATION AND SIZES AS PER DRAWINGS. BALL VALVE
STEAM PIPING TO BE SCHEDULE 40 BLACK. GRADE CONDENSATE
PIPING FOR PROPER DRAINAGE/RETURN TO CONDENSATE TANK. GATE VALVE
ORIGINAL SEALED BY:
4| PRESSURE TEST ALL NEW STEAM LINES. . ANGLE VALVE D.A. Paley P.Eng.
. JULY 16, 2014
5| FIRE SEAL (1 HOUR RATING) AROUND ALL PENETRATIONS THROUGH Date: _JULY16,2
FLOOR SLAB AND FIRE RATED WALLS. STRAINER
6 |  INSULATE ALL STEAM LINES AND CONDENSATE LINES WITH 1" — | NEWSTEAMPIPING
FIBREGLASS WITH CANVAS JACKET,
— —— —— — | NEWCONDENSATE PIPING
7| NEWNATURAL GAS SUPPLY LINE - CONNECT TO EXISTING BOILER, No. REVISION/DESCRIPTION | BY |om
SEAL
8 | NEWCONDENSATE TANK-SUPPLY AND INSTALLATIONBY OTHERS, | - ———~~ NEW NATURAL GAS PIPING
9| EXISTING COMBUSTION AIR INTAKE DUCTWORK - EXTEND INTO NEW — | NEW WALLS - SEE WALL TYPES
MECHANICAL ROOM THROUGH NEW FIRE RATED WALL C/W FIRE
DAMPER mewcmcwcmem | NEWWALLS - 1 HOUR FIRE RATED - SEE Af
JAWRCP
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