
1

ELEVATION KEYNOTES

REMOVE STAINLESS STEEL CORNER GUARD AND 
SALVAGE PER RE-USE. 

2 RE-INSTALLED STAINLESS STEEL CORNER GUARD

3 WALL STRUCTURE TO BE REMOVED AND 
RELOCATED. DEMOLISH RESIN PANELS AND 
REPLACE WITH NEW PLYWOOD PANELS. SALVAGE 
INDICATED RESIN PANELS AS NOTED TO BE 
RELOCATED. UPPER STAINLESS STEEL PANELS 
TO REMAIN. 

4 EXISTING VESTIBULE TO REMAIN 

5

6 NEW RESIN PANEL TO BE CUT FROM EXCESS 
PANELS IN GOOD CONDITION 

7 ADHERE ALTRO WHITEROCK WHITEBOARD ON 
EXTERIOR SIDE WHERE SHOWN IN ELEVATION. 
REFER TO SPEC. FASTENER LOCATION TO MATCH 
EXISTING HOLES IN STRUCTURE. 

8 NEW 1/2" GOOD BOTH SIDES PREFINISHED 
(CLEAR FINISH) BIRCH PLYWOOD PANEL. CUT 
PANEL TO SUIT SIZE. 

9 RELOCATE STAINLESS STEEL PANEL C/W 
SIGNAGE ABOVE DOOR D-01 TO D-02. REMOVE 
'MPR' LETTERING AND MAKE GOOD. 

10 REMOVE AND RELOCATE RESIN PANEL AS 
INDICATED. 

11 RELOCATE STAINLESS STEEL PANEL C/W 
SIGNAGE ABOVE DOOR. D-02 TO D-01. 

NOT USED

12 REINSTALL RESIN PANEL. DETAIL TO MATCH 
ADJACENT PANEL. REFER TO 8/A5.3

13 REINSTALLED STAINLESS STEEL PANEL. DETAIL 
TO MATCH EXISTING. REFER TO 7/A5.3

14 EXISTING POWER DOOR OPERATOR TO REMAIN. 
RE-ASSEMBLE AS REQUIRED FROM DEMOLITION. 

15 DEMOLISH STAINLESS STEEL CORNER GUARD

16 NOT USED

17 NEW 1 1/2" STAINLESS STEEL PIPE HANDRAIL. 
SECURE INTO EXISTING CONCRETE FLOOR AND 
CERAMIC TILE FINISH - REFER TO DETAILS ON A2.1 
FOR SIMILAR DETAILS. 

18 NEW WALL - REFER TO 2/A5.1 FOR WALL 
CONSTRUCTION 
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01 MPR EAST - DEMOLITION
SCALE: 1/4" = 1'0"
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A5.2

02 TRAINING SOUTH - DEMOLITION
SCALE: 1/4" = 1'0"
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01 TRAINING EAST - NEW 
SCALE: 1/4" = 1'0"
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02 STORAGE SOUTH - NEW 
SCALE: 1/4" = 1'0"
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01 MPR NORTH - DEMOLITION
SCALE: 1/4" = 1'0"
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02 TRAINING EAST - DEMOLITION
SCALE: 1/4" = 1'0"
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02 TRAINING NORTH - DEMOLITION
SCALE: 1/4" = 1'0"
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01 TRAINING NORTH - NEW 
SCALE: 1/4" = 1'0"
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02 STORAGE SOUTH - NEW
SCALE: 1/4" = 1'0"
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03 LOBBY/STRETCHING  SOUTH
SCALE: 1/4" = 1'0"
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03 LOBBY/STRETCHING  EAST
SCALE: 1/4" = 1'0"
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03 LOBBY/STRETCHING  NORTH
SCALE: 1/4" = 1'0"
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LEGEND

WS-R - WALL STRUCTURE TO REMAIN 

WS-D - WALL STRUCTURE TO BE DEMOLISHED

WS-L - WALL STRUCTURE TO BE RELOCATED

WS-M - WALL STRUCTURE TO BE RELOCATED AND MODIFIED 

WP-R - WALL PANEL TO REMAIN 

WP-D - WALL PANEL TO BE DEMOLISHED 

WP-L - WALL PANEL TO BE RELOCATED 
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03 LOBBY/STRETCHING  SOUTH
SCALE: 1/4" = 1'0"
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ZONE 5:

NOTE:

1. REFER TO ELEVATIONS FOR THE FASTENING LAYOUT 
FOR THE NEW PLYWOOD PANEL WALLS. HEIGHTS OF 
FASTENERS TO MATCH EXISTING AS INDICATED IN 
DRAWINGS. 


