
EXIST. STEEL
BEAM (SEE PLAN)

EXIST. O.W.S.J.
(SEE PLAN)

CONNECTION BY
STEEL SUPPLIER

EXIST. 2 1/2" CONC.
SLAB ON V-RIB DECK

4" CONC. SLAB ON 1 1/2"
COMPOSITE STEEL DECKING
c/w 6"x6"x10" WELDED WIRE
MESH (TYP.)

CONT. L4"x4"x3/16"  DECK
ANGLE, WELD TO EXISTING

DECK ANGLE (TYP.)

SCALE:

1

S5.1

SECTION           

3/4" = 1'-0"

E

EXIST. CONC.
SLAB ON GRADE

REMOVE EXIST. CONC. SLAB TO
INSTALL NEW PILE, PILE CAP &
COLUMN. REPLACE SLAB TO
MATCH EXIST. ONCE PILE, PILE
CAP & COLUMN ARE INSTALLED.

PILE CAP (SEE PLAN)

6" PLASTIC WRAPPED
CARDBOARD VOIDFORM
(ALTERNATE: 6" FROST CUSHION)

CONC. PILE
(SEE PLAN)

COMPACTED GRANULAR FILL

DRILL & EPOXY GROUT IN
15M DOWELS x 18" LG @
16" O.C. W/ 6" MIN. EMBED.

3/4" BASE PLATE
C/W 4 - 3/4"Ø x 18"LG

ANCHOR BOLTS W/
3" HOOK

NEW HSS COLUMN
(SEE PLAN)

9"

 STEEL

10 1/2"
O.F. CONC. PILECAP

NEW 1/4" STIFFENER
PLATE, E.S.

T/O 2nd FLOOR
109'-0" ±

T/O CONC.
100'-0"

T/O PILECAP
99'-0"

T/O PILECAP
96'-6"

EXIST.   L ANGLE
STEEL TRUSS

EXIST.O.W.S.J.

NEW HSS COLUMN
(SEE PLAN)

NEW CHANNEL (SEE PLAN)

1/2" FLEXCEL
(TYP.)

NEW HSS COLUMN
(SEE PLAN)

NEW STEEL
BEAM (SEE PLAN)

NEW CHANNEL (SEE PLAN)

4" CONC. SLAB ON 1 1/2"
COMPOSITE STEEL DECKING

CONT. L4"x4"x3/16"
DECK ANGLE

SCALE:

2

S5.1

SECTION           

3/4" = 1'-0"

EXIST. CONC.
SLAB ON GRADE

REMOVE EXIST. CONC. SLAB TO
INSTALL NEW PILE, PILE CAP &
COLUMN. REPLACE SLAB TO
MATCH EXIST. ONCE PILE, PILE
CAP & COLUMN ARE INSTALLED.

6" PLASTIC WRAPPED
CARDBOARD VOIDFORM

(ALTERNATE: 6" FROST CUSHION)

CONC. PILE (SEE PLAN)

EXIST.NON-LOAD BEARING
WALL TO REMAIN

E-E

E-E

ADDITIONAL 2 - 25M
REINF. EXTENDING
FROM PILE INTO CAP

2'-5"
1'-0"

25'-0"

COMPACTED GRANULAR FILL

DRILL & EPOXY GROUT IN
15M DOWELS x 18" LG @
16" O.C. W/ 6" MIN. EMBED.

3/4" BASE PLATE
C/W 4 - 3/4"Ø x 18"LG
ANCHOR BOLTS W/
3" HOOK

D

1'-7 3/4"

 PILE

8 1/2"±

 STEEL

L4"x4"x3/8"

EXIST.   L ANGLE
STEEL TRUSS

EXIST. O.W.S.J.

T/O 2nd FLOOR
109'-0" ±

T/O CONC.
100'-0"

T/O PILECAP
99'-0"

T/O PILECAP
97'-0"

PILE CAP (SEE PLAN)

CONNECTIONS BY
STEEL SUPPLIER

EXIST.
O.W.S.J.

OUTLINE OF L3"x3"x3/8"
BRACING, E.S. OPENING
IN EXIST. TRUSS

OUTLINE OF EXIST.   L ANGLE
STEEL TRUSS BEYOND

EXIST. STEEL
BEAM (SEE PLAN)

EXIST. O.W.S.J.
(SEE PLAN)

CONNECTION BY
STEEL SUPPLIER

EXIST. 2 1/2" CONC.
SLAB ON V-RIB DECK

4" CONC. SLAB ON
1 1/2" COMPOSITE
STEEL DECKING

CONT. L4"x4"x3/16"
DECK ANGLE

E

9"

 STEEL

10 1/2"

O.F. CONC.
PILECAP

T/O 2nd FLOOR
109'-0" ±

NEW CHANNEL (SEE PLAN)

CUT FLOOR AS REQ'D TO
INSTALL NEW COLUMN

REINF. EXIST. O.W.S.J. W/
3/4"Ø ROUND BAR x 16' LG

TOP & BOTTOMA-AC4x6.2 CHANNEL
BELOW SKYLIGHT

WALLS

5'-0"
WEB REINF.

4'-0"

L2"x2"x1/4" BRIDGING
ACROSS SKYLIGHT AREA
SEE PLAN -

C4x6.2 CHANNEL
BELOW SKYLIGHT

WALLS3/8" x 1" WEB REINF.

SCALE:

3

S5.1

SECTION           

3/4" = 1'-0"

EXIST. CONC.
SLAB ON GRADE

REMOVE EXIST. CONC.
SLAB TO INSTALL NEW
PILE, PILE CAP &
COLUMN. REPLACE SLAB
TO MATCH EXIST. ONCE
PILE, PILE CAP &
COLUMN ARE INSTALLED.

PILE CAP (SEE PLAN)

6" PLASTIC WRAPPED
CARDBOARD VOIDFORM
(ALTERNATE: 6" FROST CUSHION)

CONC. PILE
(SEE PLAN)

COMPACTED GRANULAR FILL

DRILL & EPOXY GROUT
IN 15M DOWELS x 18"
LG @ 16" O.C. W/ 6"
MIN. EMBED.

3/4" BASE PLATE
C/W 4 - 3/4"Ø x 18"LG

ANCHOR BOLTS W/
3" HOOK

NEW HSS COLUMN
(SEE PLAN)

T/O CONC.
100'-0"

T/O PILECAP
99'-0"

T/O PILECAP
96'-6"

TYP. TOP &
BOTTOM

3" - 12" 1/4
3" - 12" 1/4

EXIST. O.W.S.J.

2 - 3/4"Ø ROUND BAR @
TOP & BOTTOM

A-A

3/8" x 1" WEB REINF.

1/4" 3"-12"
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