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KEY PLAN

N

GENERAL NOTES

A

ALL ABANDONED EQUIPMENT AND SERVICES WITHIN AREA OF

WORK SHALL BE REMOVED.

THIS BUILDING MAY CONTAIN ASBESTOS. REFER TO FRONT END
SPECIFICATIONS FOR FURTHER INFORMATION.

DEMOLITION KEY NOTES

DEMOLISH AND REMOVE EXISTING MUAS AND ASSOCIATED
DUCTWORK, VENTING AND INTAKES. REPAIR AND SEAL ROOF
OPENING (REFER TO STRUCTURAL AND ROOFING
SPECIFICATION/DETAILS). REMOVED EXISTING CONTROLLERS
AND RETURN TO OWNER FOR SPARES. REMOVE DEMOLISHED

UNITS FROM BAS.
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2. DEMOLISH AND REMOVE EXISTING EXHAUST FANS. REPAIR AND
SEAL ROOF OPENING (REFER TO STRUCTURAL AND ROOFING
SPECIFICATION/DETAILS). REMOVE DEMOLISHED FAN FROM BAS.

3. DEMOLISH AND REMOVE EXISTING GRILLES AND DUCTWORK.

4. REMOVE EXISTING GRILLES AND DAMPERS AND CAP OFF
OPENING. EXISTING DUCTWORK TO REMAIN.

5. REFER TO STRUCTURAL FOR DETAIL FOR INFILLING EXISTING
OPENING IN BLOCK WALL TO MAINTAIN FIRE RATING.

6. EXISTING ABANDONED UNDERFLOOR VENTILATION SYSTEM CURB
TO BE REMOVED; REFER TO STRUCTURAL.
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