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50

WATER RESISTIVE BARRIER
MEMBRANE; LAP AT
CORNER MIN 100mm

OUTSIDE CORNER FLASHING

FASTENERS AS PER
MANUFACTURER

T/O PLATE
103650

B

T/O HEEL
103853

ADHERED MEMBRANE FLASHING
STRIP; LAP WATER RESISTIVE
BARRIER MEMBRANE MIN 100mm

ADHERED MEMBRANE FLASHING
STRIP; LAP WOOD BLOCKING MIN
100mm

PREFINISHED METAL FLASHING;
UP WALL 140mm - COVER WOOD
BLOCKING /  SHEATHING

PREFINISHED METAL FLASHING;
LAP CLADDING 50mm

50

WOOD BLOCKING TO
MATCH TRUSS BOTTOM

CHORD DEPTH TO
SUPPORT SHEATHING

FASTENERS AS PER
MANUFACTURER

ROOF TRUSS FRAMING;
REFER TO STRUCTURAL

16mm x 38mm PT PLWD
STRAPPING APPLIED TO TRUSS
VERTICAL MEMBERS

1

GABLE FLASHING/FASCIA

BUTYL TAPE AS PER
MANUFACTURER

CARRY WATERPROOF
MEMBRANE DOWN FLASHING

FASTENERS AS PER
MANUFACTURER TYP

STANDING SEAM
ROOF PANEL

POLYCARBONATE CLADDING

ROOF TRUSS FRAMING;
REFER TO STRUCTURAL

WATERPROOF MEMBRANE;
LAP METAL FLASHING

STANDING SEAM
ROOF CLIP

STANDING SEAM
ROOF SNAP CAP

STANDING SEAM ROOF
STARTER STRIP &
SLIDING CONNECTION

FLASHING; ON ROOF
MIN 100mm

16mm x 38mm PT PLWD FURRING
APLLIED TO TRUSS @ 406mm O.C.

B

T/O RIDGE
105353

NOTCHED Z-BAR
CLOSURE AND SEAL

RIDGE FLASHING/FASCIA

BUTYL TAPE AS PER
MANUFACTURER

CARRY WATERPROOF
MEMBRANE DOWN FLASHING

FLASHING; ON ROOF MIN 100mm

FASTENERS AS PER
MANUFACTURER TYP

STANDING SEAM
ROOF PANEL

STANDING SEAM ROOF CLIP

STANDING SEAM ROOF
SNAP CAP

POLYCARBONATE CLADDING

ROOF TRUSS FRAMING; REFER
TO STRUCTURAL

WATERPROOF MEMBRANE;
LAP METAL FLASHING

TY
P

+/
- 1

25

16mm x 38mm PT PLWD STRAPPING
APPLIED TO TRUSS VERTICAL MEMBERS

T/O PLATE
103650

A
STANDING SEAM ROOF PANEL

STANDING SEAM ROOF CLIP

STANDING SEAM ROOF SNAP CAP

BUTYL TAPE AS PER
MANUFACTURER

WATERPROOF MEMBRANE
STRIP UNDER FLASHING; UP
ROOF MIN 200mm

WATERPROOF MEMBRANE;
LAP MEMBRANE STRIP AND
FLASHING MIN 100mm

WATERPROOF MEMBRANE
STRIP; LAP WATER RESISTIVE

MEMBRANE MIN 100mm

STANDING SEAM ROOF
PANEL WITH FOLDED EAVE

EAVE TRIM

FASTENERS AS PER MANUFACTURER TYP

FLASHING; UP ROOF
MIN 100mm

GUTTER

25

ROOF TRUSS FRAMING;
REFER TO STRUCTURAL

FASTENERS AS PER
MANUFACTURER TYP

T/O HEEL
103853
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50

POLYCARBONATE CLADDING

OUTSIDE CORNER
FLASHING

FASTENERS AS PER
MANUFACTURER

CLOSURE STRIP TYP

16mm x 76mm PT PLWD
STRAPPING AT CORNERS TYP

T/O PLATE
103650

1

T/O HEEL
103853

ADHERED MEMBRANE FLASHING
STRIP; LAP WATER RESISTIVE
BARRIER MEMBRANE MIN 100mm

ADHERED MEMBRANE FLASHING
STRIP; LAP TRUSS FRAMING MIN
100mm

PREFINISHED METAL FLASHING; UP
WALL 140mm - COVER TRUSS
FRAMING / SHEATHING

PREFINISHED METAL FLASHING;
LAP CLADDING 50mm

50

ROOF TRUSS FRAMING;
REFER TO STRUCTURAL

FASTENERS AS PER MANUFACTURER

16mm x 38mm PT PLWD FURRING
APLLIED TO TRUSS @ 406mm O.C.
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