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Re:	  Asbestos	  Inventory	  
	  
Elias	  Occupational	  Hygiene	  Consulting	  Inc.	  is	  pleased	  to	  submit	  our	  Occupational	  Hygiene	  
Report	  for	  the	  asbestos	  inventory	  at	  421	  Osborne	  and	  1520	  Main	  St.	  
	  
In	  order	  to	  plan	  a	  maintenance	  program,	  please	  call	  at	  your	  convenience.	  Should	  you	  have	  
any	  questions	  or	  require	  additional	  assistance	  please	  contact	  Alison	  Reineke.	  
	  
	  
For	  Elias	  Occupational	  Hygiene	  Consulting	  Inc.	  
	  
	  

	  
Alison	  Reineke,	  BHEc,	  BSc,	  CIH,	  ROH,	  CRSP	  
Occupational	  Hygienist	  
 

108 Turnbull Drive    Winnipeg MB      R3V 1X2 
T: 204-261-1770 www.eliasconsulting.ca 
F: 204-275-1171 www.adjustingtlvs.com 
C: 204-998-5710 alison@eliasconsulting.ca 
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Winnipeg Transit 
Asbestos Inventory	  

	  
	  
SCOPE	  OF	  PROJECT	  /	  BACKGROUND	  
	  
This	  project	  was	  carried	  out	  in	  order	  to	  fulfill	  the	  Manitoba	  requirements	  to	  inspect	  asbestos	  containing	  
materials	  on	  an	  annual	  basis.	  Asbestos	  containing	  materials	  were	   inspected	  at	  the	  421	  Osborne	  St.	  and	  
1520	  Main	  St.	  facilities.	  
	  
 
METHOD 
	  
The	  last	  inventory	  database	  (Excel	  spreadsheet)	  was	  used	  to	  identify	  the	  locations	  of	  asbestos	  containing	  
materials	  at	  the	  two	  facilities.	  	  The	  asbestos	  containing	  materials	  were	  visually	  assessed	  to	  determine	  the	  
condition	  of	  the	  materials.	  Photographs	  of	  materials	   in	  need	  of	  repair	  were	  taken,	  unfortunately	  not	  all	  
the	  photographs	  turned	  out	  well.	  
	  
	  
RESULTS	  AND	  OBSERVATIONS	  
	  
The	  following	  observations	  indicate	  the	  condition	  of	  the	  asbestos	  containing	  materials	  and	  the	  presumed	  
asbestos	   containing	   materials	   as	   of	   July	   8th	   and	   9th.	   The	   results	   are	   provided	   in	   updated	   Excel	  
spreadsheets.	  	  
	  
	  
421	  Osborne	  St.	  	  
Building	  A,	  Maintenance	  
	  
See	  Appendix	  A	  for	  approximate	  locations	  marked	  on	  a	  floor	  plan.	  
	  
Pipe	   insulation	   inside	   the	  metal	   heaters	   is	   not	   readily	   visible.	   It	  may	   have	   been	   removed	   however	  
without	  confirmation,	  asbestos	  may	  be	  present	  inside	  the	  heater	  which	  may	  only	  be	  accessible	  when	  
the	   heater	   is	   taken	   apart	   for	   maintenance.	   Since	   any	   possible	   asbestos	   is	   enclosed	   there	   is	   no	  
significant	  concern,	  risk	  of	  exposure	  would	  only	  occur	  during	  major	  maintenance	  activities.	  
	  
Pipe	  insulation	  located	  above	  asbestos	  ceiling	  tiles	  was	  not	  assessed.	  Due	  to	  the	  nature	  of	  the	  ceiling	  
tiles,	  they	  were	  not	  removed,	  which	  may	  disturb	  the	  asbestos.	  	  
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Stairwells	  
Both	  maintenance	  stairwell	  and	  public	  stairwell,	  stucco	  need	  repair	  

	  
North	  Offices	  (Inside	  Heater	  Cabinets)	  
	   Operations	  Supervisor’s	  office,	  pipe	  elbow	  needs	  repair	  
South	  Offices	  
	   Payroll	  &	  Records	  office,	  pipe	  elbow	  needs	  repair	  above	  ceiling	  
Women’s	  Washroom	  
	   Pipe	  joint	  above	  ceiling	  needs	  repair	  
Second	  Floor	  Offices	  
	   Manager	  of	  HR,	  pipe	  fitting	  inside	  heater	  needs	  repair	  
	   Manager	  of	  Service	  Development,	  pipe	  fitting	  inside	  cabinet	  needs	  repair	  
Stores	  

Tire	  Storage,	  plaster	  columns,	  need	  repair	  

	  
	   Receiving	  Bay,	  spray	  on	  insulation,	  needs	  repair	  
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Northwest	  Corner,	  isolation	  gasket	  of	  AHU	  needs	  repair	  
Body	  Repair	  
	   Body	  Repair	  Area	  (106)	  near	  Stores	  Office,	  Pipe	  insulation	  needs	  repair	  

	  
Aisle	  way	  East	  of	  Paint	  Booth	  #4	  

Plaster	  columns	  near	  washrooms	  need	  repair	  
Locker	  Area	  &	  Washroom	  

Ceiling	  tiles	  need	  repair	  
Carpenter	  Shop	  

Isolation	  gasket	  of	  AHU	  needs	  repair	  

	  
Paint	  Booths	  1,	  2,	  &	  3	  
	   Plaster	  Columns	  need	  repair	  
Booth	  1	  &	  3	  -‐	  Duct	  Insulation	  on	  bottom	  corners	  need	  repair	  

	  



 7	  

General	  Repair	  Area	  (108)	  
	   Washroom	  plaster	  walls	  need	  repair	  
Parking	  Meter	  Repair	  Room	  
	   Floor	  tiles	  need	  repair	  
	  
	  
421	  Osborne	  St.	  	  
Building	  B,	  Storage	  Tracks	  
	  
See	  Appendix	  B	  for	  approximate	  locations	  marked	  on	  a	  floor	  plan.	  
	  
The	   Basement	   Track	   Storage	   Stairwell	   location	   was	   unable	   to	   be	   found.	   However	   it	   has	   not	   been	  
removed	  from	  inventory	  on	  the	  chance	  that	  the	  location	  may	  be	  recognized	  at	  a	  later	  date.	  
	  
Second	  Level	  North	  Lunchroom/Washroom	  

Wall	  plaster	  needs	  repair	  

	  
Maintenance	  Bay	  2	  

Pipe	  elbow	  insulation	  on	  west	  wall	  mid-‐way	  needs	  repair	  
	  
Storage	  Track	  13-‐24	  

Pipe	  insulation,	  east	  wall:	  north	  end	  &	  mid-‐way	  needs	  repair	  
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Storage	  Track	  25-‐36	  
Pipe	  insulation,	  east	  wall:	  south	  end	  2	  fittings	  &	  mid-‐way	  needs	  repair	  

	  
Drywall	  northwest	  corner	  needs	  repair	  &	  near	  NE	  Sprinkler	  Room	  

	  
Northeast	  Sprinkler	  Room	  
	   Pipe	  elbow	  insulation	  needs	  repair	  
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1520	  Main	  St.	  
	  
See	  Appendix	  C	  for	  approximate	  locations	  marked	  on	  a	  floor	  plan.	  
	  
Locker	  Room	  
	   Above	  women’s	  locker	  room,	  pipe	  insulation	  needs	  repair	  

	  
Television	  Lounge	  
	   Pipe	  insulation	  needs	  repair	  
Area	  27	  (Storage)	  
	   Pipe	  insulation	  through	  the	  wall	  cavity,	  needs	  repair	  

	  
	  
	  
DISCUSSION	  AND	  CONCLUSIONS	  
	  
The	  repairs/removal	  mentioned	  above	  are	  all	  relatively	  minor.	  They	  can	  be	  repaired	  using	  Type	  1	  asbestos	  
precautions	  or	  Type	  2.	  
	  
The	  priority	  repairs	  would	  be	  (in	  order):	  
	  
421	  Osborne,	  Building	  A,	  Maintenance	  
	   Manager	  of	  HR,	  pipe	  fitting	  inside	  heater	  needs	  repair	  
	   Manager	  of	  Service	  Development,	  pipe	  fitting	  inside	  cabinet	  needs	  repair	  
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	   Operations	  Supervisor’s	  office,	  pipe	  elbow	  needs	  repair	  
	  
1520	  Main	  St.	  	  

Television	  Lounge,	  pipe	  insulation	  needs	  repair	  
	  
421	  Osborne,	  Building	  A,	  Maintenance	  
	   Booth	  1	  &	  3	  -‐	  Duct	  Insulation	  on	  bottom	  corners	  need	  repair	  

Stairwells,	  both	  maintenance	  stairwell	  and	  public	  stairwell,	  stucco	  need	  repair	  
	  
	  



 

Appendix	  A	  
421	  Osborne	  St.	  Building	  A,	  Maintenance	  	  
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Appendix	  B	  
421	  Osborne	  St.	  Building	  B,	  Storage	  Tracks	  
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Appendix	  C	  
1520	  Main	  St.	  
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