
RTU #: TBC
Phone #: TBC
Location: 2080 Burrows Avenue (West of Intersection of Avery Drive and Burrows Avenue)

Burrows lift RTU panel. It contains 3 pumps with two DP level transmitters and two precision digital displays on the door for pump control.

The RTU is 24 VDC Digital Inputs.

This station has been designed to allow for RTU pump control with setpoint controllable through Central control.
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24 VDC (sourse) from UPS, 5 Amp MAX Draw
Drawing 1-0121L-A0206-001-00-B

24 VDC POWER SUPPLY/UPS
120 POWER FAIL

DRAWING: 1-0121L-A0205-001-00-B

MAGMETER

SPARE

120 VAC, 15 A
Panel 1, CCT.?

PUMP 1 FEEDBACK, RUN LOOPS, D/I 17-24
DRAWING: 1-0121L-A0209-001-00-B

STATION ALARMS FEEDBACK, D/I 1-16
DRAWINGS:

1-0121L-A0204-001-00-B,1-0121L-A0205-001-00-B
1-0121L-A0207-001-00-B,1-0121L-A0208-001-00-B

PUMP 2 FEEDBACK, RUN LOOPS, D/I 25-32
DRAWING: 1-0121L-A0210-001-00-B

D/0 1-8 (RTU MODE PUMP RUNS)
DRAWING: 1-0121L-A0215-001-00-B

D/0 9-16
DRAWING: 1-0121L-A0216-001-00-B

PUMP 3 FEEDBACK, RUN LOOPS D/I 33-40
DRAWING: 1-0121L-A0211-001-00-B

CURRENT ISOLATOR 2
DRAWING: 1-0121L-A0221-001-00-B

CURRENT INPUT
DRAWING: 1-0121L-A0222-001-00-B

PRECISION DIGITAL (PD6000)
LEVEL CONTROLLER 1

DRAWING: 1-0121L-A0217-001-00-B

CURRENT ISOLATOR 1
DRAWING: 1-0121L-A0221-001-00-B

PRECISION DIGITAL (PD6000)
LEVEL CONTROLLER 2

DRAWING: 1-0121L-A0218-001-00-B

STANDBY POWER STATUS
DRAWING: 1-0121L-A0212-001-00-B

DI 49/56
DRAWING: 1-0121L-A0213-001-00-B

CURRENT INPUTS
DRAWING: 1-0121L-A0222-001-00-B
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24 VDC POWER FROM TS2-F02, 0.5 AMP QUICK BLOW FUSE
DRAWING: 1-0121L-A0203-001-00-B

NO HI HI WET WELL
CONNECTED

NO LOW TEMP ALARM
CONNECTED

NO SEAL WATER LOSS ALARM
CONNECTED
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24 VDC POWER FROM TS2-F02, 0.5 AMP QUICK BLOW FUSE
DRAWING: 1-0121L-A0203-001-00-B

120 VAC POWER FROM TS1-FU1, 2.0 AMP QUICK BLOW FUSE
DRAWING: 1-0121L-A0203-001-00-B

SPARE

163523

BURROWS AVE. LIFT STATION - RTU PANEL

5

1-0121L-A0205-001-00-B

NONE

BLM

MS

BLM

DI 07-08
120 VAC & 600VAC POWER FAIL ALARMS

235

1 ISSUED FOR BID OP. 803-2016 SEP 14/16 BLM



120 VAC POWER FROM TS1-FU1, 2.0 AMP QUICK BLOW FUSE
DRAWING: 1-0121L-A0203-001-00-B
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24 VDC POWER FROM TS2-F02, 0.5 AMP QUCK BLOW FUSE
DRAWING: 1-0121L-A0203-001-00-B
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24 VDC POWER SOURCE FROM TS2-F02, 0.5 AMP QUICK BLOW FUSE
DRAWING: 1-0121L-A0203-001-00-B

SPARE

NO LEVEL SENSOR FAIL
ALARM
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SPARE
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NO SS P-L01 READY STATUS
CONNECTED

24 VDC POWER FROM TS2-F03, 0.5 AMP QUICK BLOW FUSE
DRAWING: 1-0121L-A0203-001-00-B

NO P-L01 SS FAIL
CONNECTED

NO P-L01 SS MODE
CONNECTED

NO P-L01 ACROSS THE
LINE MODE CONNECTED
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NO SS P-L02 READY STATUS
CONNECTED

24 VDC POWER FROM TS2-F04, 0.5 AMP QUICK BLOW FUSE
DRAWING: 1-0121L-A0203-001-00-B

NO SS P-L02 READY STATUS
CONNECTED

NO SS P-L02 READY STATUS
CONNECTED

NO SS P-L02 READY STATUS
CONNECTED
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NO SS P-L03 READY STATUS
CONNECTED

24 VDC POWER FROM TS2-F07, 0.5 AMP QUICK BLOW FUSE
DRAWING: 1-0121L-A0203-001-00-B

NO P-L03 SS FAIL
CONNECTED

NO P-L03 SS MODE
CONNECTED

NO P-L03 ACROSS THE
LINE MODE CONNECTED
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PUMP L03 FEEDBACK LOOPS
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DRY CONTACT

24 VDC POWER FROM TS2-F15, 0.5 AMP QUICK BLOW FUSE
DRAWING: 1-0121L-A0203-001-00-B
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DRY CONTACT

DRY CONTACT

DRY CONTACT

DRY CONTACT

DRY CONTACT

DRY CONTACT

24 VDC POWER FROM TS2-F06, 0.5 AMP QUICK BLOW FUSE
DRAWING: 1-0121L-A0203-001-00-B
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COUNTER 01

COUNTER 02
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SPARE

SPARE

24 VDC POWER FROM TS2-F05, 0.5 AMP QUICK BLOW FUSE
Drawing: 1-0121L-A0203-001-00-B
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SPARE

SPARE

SPARE

SPARE

24 VDC POWER FROM TS2-F6, 0.5 AMP QUICK BLOW FUSE
Drawing: 1-0121L-A0203-001-00-B

SPARE
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24 VDC POWER FROM TS2-F08, 0.5 AMP QUICK BLOW FUSE
Drawing: 1-0121L-A0203-001-00-B

RELAY 01

RELAY 02

RELAY 03

RELAY 04
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24 VDC POWER FROM TS2-F08, 0.5 AMP QUICK BLOW FUSE
Drawing: 1-0121L-A0203-001-00-B

RELAY 01

RELAY 02

RELAY 03

RELAY 04
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LIC-L112 LOCAL LEVEL PUMP RUNS
PRECISION DIGITAL (PD6000)
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24 VDC POWER FROM TS2-F03, 0.5 AMP QUICK BLOW FUSE
DRAWING: 1-0121L-A0203-001-00-B

24 VDC POWER FROM TS2-F04, 0.5 AMP QUICK BLOW FUSE
DRAWING: 1-0121L-A0203-001-00-B
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24 VDC POWER FROM TS2-F03, 0.5 AMP QUICK BLOW FUSE
DRAWING: 1-0121L-A0203-001-00-B
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ANALOG

IN

ANALOG

IN
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PRECISION DIGITAL

PD6000-7R4
F3

F2
F1

MENU
PRECISION DIGITAL

PD6000-7R4
F3

F2
F1

MENU

LIC-L111

ALARM DISPLAY AND SWITCH BUTTON
QUICK REFERENCE

MAGELIS

LIC-L112
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