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150Ø VENT PIPE

150Ø SCH. 80 GALVANIZED

EXHAUST VENT ASSEMBLY

KNIFE GATE OPERATOR

450 SQUARE MOUNTING

PLATE c/w 4 15M ANCHORS

INSULATED FLOOR HATCH C/W

FACTORY INSTALLED PADLOCK HASP.

914x914 SQUARE MOUNT ON 200

WIDE x 150 HIGH CONCRETE CURB.

INSULATED FLOOR HATCH

C/W FACTORY INSTALLED

PADLOCK HASP.

1200x1200 SQUARE MOUNT

ON 200 WIDE x 150 HIGH

CONCRETE CURB.

LIFTING DAVIT MOUNT (TYP)
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EL 227.60±
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INV 217.70

 

EL 221.70

MID LEVEL PLATFORM

REMOVABLE FRP GRATING

900 45° BEND

300 PRECAST CONCRETE

REMOVABLE ROOF SLAB

450 SQUARE MOUNTING

PLATE c/w 4 15M ANCHORS

KNIFE GATE OPERATOR

900x900 HATCH

1200x1200 HATCH

150 VENT PIPE

100 CHAMBER DRAIN

c/w BACK FLOW VALVE

900 WYE

1200 CONNECTION TO

EXISTING INTERCEPTOR

SEWER

150 VAL-MATIC

FROST SAFE

SEE DWG 11673 FOR

SIPHON DROP PIPING

150Ø SCH. 80 GALV. EXHAUST VENT

ASSEMBLY (SEE DETAIL SHT. 11672)

900 STAINLESS STEEL

KNIFE GATE VALVE
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EL 229.40

BIRDSCREEN: 5mm THICK STAINLESS STEEL

VENT PLATE C/W 15Ø HOLES @ 25 OC EW.

LADDER. SEE

DETAIL, DWG. 11676

300 PRECAST CONCRETE

REMOVABLE ROOF PANEL

A

-

B

-

900 SLEEVE

COUPLING

8500 (MAX.) - 5000 (MIN.)

150Ø SCH. 80 GALV. EXHAUST VENT

ASSEMBLY (SEE DETAIL SHT. 11672)
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PROFESSIONAL'S SEAL

LOCATION OF UNDERGROUND STRUCTURES

AS SHOWN ARE BASED ON THE BEST

INFORMATION AVAILABLE.  BUT NO

GUARANTEE IS GIVEN THAT ALL EXISTING

UTILITIES ARE SHOWN OR THAT THE GIVEN

LOCATIONS ARE EXACT.  CONFIRMATION OF

EXISTENCE AND EXACT LOCATION OF ALL

SERVICES MUST BE OBTAINED FROM THE

INDIVIDUAL UTILITIES BEFORE PROCEEDING

WITH CONSTRUCTION.

NOTE:

SUPR. U/G STRUCTURES

COMMITTEE

DATE

LOCATION APPROVED

UNDERGROUND  STRUCTURES

AS NOTED

AS NOTED
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NORTHEAST INTERCEPTOR SEWER

RIVER CROSSING
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WHOLE NUMBERS INDICATE MILLIMETRES

DECIMALIZED NUMBERS INDICATE METRES
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