
Main Floor
100' - 0"

T/O Steel
135' - 4 1/2"

U/S Steel
112' - 0"

STEEL COLUMN,
SEE PLAN

CONT. VERT. STEEL PLATE.
SEE PLAN

CHANNEL GIRTS,
SEE PLAN

TYP, PL. STIFF.
EA. END, EA. SIDE
MATCH BEAM FLANGE THICKNESS

EXIST. BUILDING
SHOWN HATCHED

EXIST. CONC. SIDE WALK,
REFER TO ARCH.,  REPAIR

& MAKE GOOD AS REQ'D

CONC. PILE,
SEE PLAN & SCHEDULE

CONC. PILE CAP,
SEE PLAN & SCHEDULE

STEEL BEAM,
SEE PLAN

STEEL BEAM C/W WEB
STIFF. EA. SIDE @ BRG

LOC'NS, SEE PLAN

CONT. STEEL
CHANNEL, SEE PLAN

CONT. BENT U-PLATE
WELDED TO BEAM FLANGES

TOP & BOTT., SEE PLAN

BENT PL. ROOF PANELS,
SEE PLAN & SECTIONS
SEE ARCH. FOR SLOPE

CONT. STEEL
CHANNELS BACK TO

BACK, SEE PLAN

CONT. PL. 1/4" CUT
TO SUIT OPENING

TYP. 1/2" FLEX CELL
AROUND COLUMN

8' - 9"

Mr
= +/-55 kN·m

Mr = +/-140 kN·m

1' - 5"

0' - 9 1/2"

Main Floor
100' - 0"

T/O Steel
135' - 4 1/2"

U/S Steel
112' - 0"

CONC. PILE,
SEE PLAN & SCHEDULE

CONC. PILE CAP,
SEE PLAN & DETAILS

EXIST. BUILDING
SHOWN HATCHED

STEEL COLUMN,
SEE PLAN

STEEL BEAM,
SEE PLAN

STEEL BEAM,
SEE PLAN

STEEL COLUMN,
SEE PLAN

CONT. VERT. STEEL PLATE,
SEE PLAN

CHANNEL GIRTS,
SEE PLAN

TYP, PL. STIFF.
EA. END, EA. SIDE
MATCH BEAM FLANGE THICKNESS

EXIST. CONC. SIDE WALK,
REFER TO ARCH.,  REPAIR &
MAKE GOOD AS REQ'D

TYP, PL. STIFF.
EA. END, EA. SIDE
MATCH BEAM FLANGE THICKNESS

6" VOIDFORM BELOW
PILECAP, TYP.

TYP. 1/2" FLEX CELL BTWN
EXIST. & NEW CONC.

TYP. 1/2" FLEX CELL
AROUND COLUMN

CONT. STEEL CHANNEL,
SEE PLAN

BENT PL. ROOF PANELS,
SEE PLAN & SECTIONS
SEE ARCH. FOR SLOPE

CONT. STEEL CHANNELS
BACK TO BACK,
SEE PLAN

CONT. BENT U-PLATE
WELDED TO BEAM FLANGES

TOP & BOTT., SEE PLAN

STEEL BEAM C/W
WEB STIFF. EA. SIDE

@ BRG LOC'NS,
SEE PLAN

CONT. PL. 1/4" CUT
TO SUIT OPENING

6' - 11 1/2"

10' - 10 1/2"

Mr = ±125 kN·m

Mr =
±25 kN·m

0' - 9 1/2"

SEAL

JOB TITLE FILE NO.

SCALE

DATE

DRAWING NO.

 1/8" = 1'-0"

S-6

1919 Monument
Winnipeg, Manitoba W16124

11/28/16

ISSUED FOR CONSTRUCTION 2016.11.28 JCR0
 1/8" = 1'-0"1 SECTION

 1/8" = 1'-0"2 SECTION


