
Drawing No.Scale

Drawn By Reviewed By

Date

Drawing 

Project 

Owner

Rev. No. Date Revision Notes

City of Winnipeg

This drawing must not be scaled. The 
contractors shall verify all dimensions and 
other data on site prior to commencement of 
work. Discrepancies, errors, and omissions 
are to be reported to Public City Architecture Inc. 
prior to proceeding with the Work.

Drawings and specifications as instruments of 
service are the property of Public City Architecture 
Inc.; the copyright in the same being reserved.

No reproduction or revision to these drawings may 
be made without the permission of Public City 
Architecture Inc., and when made, must bear their 
name. All prints to be returned to Public City 
Architecture Inc. upon request. 

St. John’s Library Renovation

Details

A-501
MP PS

As Noted

2016.07.18
Project No.
1503b

A

F2
T/O Main Level
Reading Room
Concrete Floor

100 000

Flush

T/O Concrete Wall
99 900

Deck angle. Refer to Structural.

Continuous steel angle ledge for 
curtain wall. Coordinate with 
Structural.

Sealed glazing unit

Glazing adhesive by glazing
installer

16 plywood sheathing

Dashed line of intermittent
wood blocking as required

to support plywood
sheathing and edge of

sealed glazing unit.

Tooled caulk joint over foam
backer rod. Caulk colour by

Contract Administrator.

Continuous brake formed
pre-finished metal trim

screwed to plywood
sheathing.  Colour and finish

by Contract Administrator.

W2

Foam seal cavity

Dashed line of air/vapour barrier 
membrane transition strip. Seal to 
curtain wall back bar and lap over 
air/vapour barrier membrane 
150mm min.

25
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0

13

13

Flush

Glass fiber reinforced concrete
panel complete with back

fastened attachment to
horizontal girt behind

Bug screen complete with vent 
holes by glass fibre reinforced 
concrete panel supplier

Dashed line of vertical girt
beyond

Horizontal girt

25

168Ø HSS column. Typical. 
Coordinate with Structural.

Curtain wall back bar beyond

Aluminum closure.  Colour
and finish to match curtain
wall back bar. Supplied by
curtain wall manufacturer.

15
0

Chamfer concrete edge 
6mm

Typical column base:
4 back to back steel angle 
cruciform with a 168Ø x 13 cover 
plate.   Underside of cover plate is 
flush with top of floor.  Grind all 
welds smooth.  Coordinate with 
Structural.
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A

R1

U/S Beam/
U/S Ceiling

103 950

Suspended ceiling.  Refer to 
Reflected Ceiling Plan.

Flush

Roof joist beyond.  Shape joist end 
to accommodate curtain wall back 
bar. Prepare all faces including 
edges to receive a paint finish.  
Colour and finish by Contract 
Administrator. Refer to Structural.Dashed line of roof

air/vapour barrier
membrane. Seal to curtain

wall back bar.

Provide blocking where
required to support GWB at

roof deck edge. Typical.

Roof air/vapour barrier
membrane is continuous

under bottom plate of
parapet stud wall. Typical.

See 10/A-501 for parapet
assembly

Flush

Cut rigid insulation to fit
tightly around studs and

base plate. Seal voids with
spray foam insulation.

U/S Roof Deck
104 35550mm thick rigid insulation

38x140 base plate

Deck angle. Refer to
Structural.

20

Foam seal shim cavity

Sloped roof insulation

Refer to Reflected Ceiling Plan

15
0

EPDM plate bar anchor.
Typical.
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0

Typical column capital:
4 back to back steel angle 
cruciform capped with a 168Ø x 13 
cover plate and a 142Ø x 13 plate 
reveal.  Grind all welds smooth.  
Coordinate with Structural. 

168Ø HSS column. Coordinate with 
Structural. 

13 13

Outside face of plywood
parapet sheathing is flush

with outside face of curtain
wall back bar.

20 min.

Parapet Assembly:
Sealed glazing unit

Glazing adhesive
16 plywood sheathing

38x184 wood stud at 405 O/C
Mineral wool batt in stud cavity

16 plywood sheathing
Roof membrane

T/O Parapet
104 940

Slope 2%

7538x140 cap plate
slope top

Continuous tooled caulk
joint over foam backer rod

13
 m

ax

19 plywood sheathing

Seal roof membrane to underside
of plywood

Fl
us

h

Continuous pre-finished metal cap
flashing.  Colour and finish by

Contract Administrator.

Continuous pre-finished closure
fastened to plywood sheathing

Continuous cleat13
 m

ax
.

6 max.

Flush

Detail Note:
1. Mock-up required of parapet cap

See detail 2/A-501 for continuation

Section Detail - Typical Parapet Cap at Glazed Parapets
1:2
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A

Waterproof membrane.
Seal to underside of

concrete slab.

Threshold complete with
sliding door guide track.
Provided by sliding door

supplier.

Inside face of concrete 
upstand beyond.

Inside face of door jamb 
beyond.

Concrete entry slab.  Refer
to Landscape and

Structural.

Automatic sliding door.
Refer to door schedule.

Recessed foot grille 
complete with pan

F1 Flush T/O Entry Landing
Concrete
100 000

Inside face of curtain wall 
back bar beyond.

Inside face of aluminum 
closure beyond.  Colour and 
finish to match curtain wall 
back bar. Supplied by 
curtain wall manufacturer.

W1

150
Outside face of concrete
upstand to edge of floor
grate. Typical all sides.

Edge of sealed glazing unit
beyond

Pre-finished metal closure
by curtain wall supplier

beyond.

Extend threshold to conceal 
joint between exterior 
concrete slab and interior 
concrete floor.

Automatic sliding door jamb 
beyond.  Attach to HSS 
section welded to column as 
shown in plan detail 8/A-500 
and floor. At connection to 
floor provided concealed 
connector. 

Column base beyond. Refer 
to 1/A-501.

A

U/S Canopy/
Vestibule Ceiling

100 730

HSS girt.  Refer to 
Structural.

U/S Vestibule Ceiling
101 070

13mm reveal

Metal GWB reveal trim

Column beyond.  Coordinate 
with Structural.

Bent knife plate connection 
between canopy and girt.  
Coordinate with Structural.

Continuous steel angle. 
Coordinate with Structural.

Vertical HSS framing beyond. 
Coordinate with Structural.

Bl
oc

ki
ng

Weld steel plate stiffeners to the 
back side of steel plate ceiling 
finish as required to ensure 
ceiling finish does not sag.  
Coordinate with Structural.

6mm galvanized steel plate canopy
side beyond. Coordinate with

Structural.

65

20
0

Slope

Galvanized steel plate intermediate
canopy framing beyond.

Coordinate with Structural.

200

Galvanized steel plate intermediate
canopy framing beyond.

Coordinate with Structural.

Sloped galvanized steel plate
closure. Coordinate with Structural.

Dashed line of galvanized steel
pipe drain with shaped end

beyond.  Coordinate detail with
Contract Administrator and

Structural.

50mm wide x 25mm tall opening in
intermediate canopy framing to
allow water to reach drain pipe.

Coordinate with Structural.

6

A-600

6

A-600

See 2/A-500 for assembly

6mm galvanized steel plate return
beyond

Intermittent galvanized steel clip
angles as required to support the

galvanized metal cladding off of the
exterior wall sheathing.

50

Stud track between vertical HSS 
framing for GWB attachment

6 max.

13
 m

ax
.

Continuous galvanized metal drip
flashing

Lap and seal air/vapour barrier
membrane minimum 150mm over

vertical leg of drip flashing.

Edge of sealed glazing unit beyond

76mm thick type 2 closed cell spray
foam insulation.  Seal all around

knife plates.

13Ø weep holes in steel plate at
460O/C

Bl
oc

ki
ng

 b
et

w
ee

n 
kn

ife
pl

at
es

Dashed line of conduit serving 
electrical and mechanical 
equipment installed in vestibule 
ceiling. Coordinate with 
Electrical and Mechanical.

Seal air/vapour barrier to 
blocking

Tooled caulk joint over foam 
backer rod

Foam seal shim cavity

Automatic sliding door. Refer to 
Door Schedule.

8

A-600

8

A-600

15 30 min.

Complete penetration weld
between vertical steel plate

canopy side and vertical steel
plate cladding return. Typical at

both sides of canopy.

Parapet Assembly:
6mm galvanized plate cladding

75mm vented cavity
Air/vapour barrier membrane

16mm plywood sheathing
38x184 wood stud at 405 O/C

Mineral wool batt in stud cavity
16 plywood sheathing

Roof membrane

T/O Galvanized Plate/
Parapet
104 940

Slope 2%

7538x140 cap plate
slope top

19 plywood sheathing

6mm galvanized steel plate
return beyond

Continuous pre-finished metal
cap flashing.  Colour and finish

by Contract Administrator.
Fasten to galvanized plate tab

Continuous cleat

Lap and roof membrane
150mm minimum over wall

air/vapour barrier membrane.

EPDM plate bar anchor

Gravel ballast

Air/vapour barrier membrane

Continuous bed of sealant

Continuous 25mm wide x 6mm
thick galvanized steel plate tab

for cap flashing attachment

Section Detail - Exterior Sliding Door Sill
1:5
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Section Detail - Exterior Sliding Door Header and Entry Canopy
1:5
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Section Detail - Curtain wall Sill in Main Level Reading Room
1:2
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Typical Section Detail - Curtain Wall Head and Column Capital
1:5
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Section Detail - Parapet Cap at Steel Panel Cladding
1:2
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05

Flush

T/O Entry Vestibule
Ceiling

101 070

168Ø HSS column beyond.  
Coordinate with Structural.

U/S Entry Vestibule
Ceiling

100 730

Bl
oc

ki
ng

Flush

Steel knife plate beyond welded 
between girt and column beyond. 
Grind all welds smooth.  
Coordinate with Structural.

6mm thick galvanized steel plate 
cladding complete with intermittent 
angle clips to girt.  Weld clips to 
inside face of plate. Hot dip 
galvanize steel plate and clips as 
one piece.  Coordinate with 
Structural.

113

13

6mm thick galvanized steel plate
ceiling finish complete with

intermittent angle clips to girt.  Weld
clips to inside face of plate ceiling.

Hot dip galvanize steel plate and
clips as one piece.  Coordinate with

Structural.

Weld steel plate stiffeners to the
back side of steel plate ceiling

finish as required to ensure ceiling
finish does not sag.  Coordinate

with Structural.

Joist beyond.  Underside of joist
aligns with underside of girt.

Coordinate with Structural.

Joist.  Coordinate with Structural.

19 plywood sheathing

19 thick hardwood flooring.  Stain
colour and finish by Contract

Administrator.

13mm reveal between end of
hardwood and steel plate.  Paint

end of hardwood floor and exposed
plywood sheathing black.

Fa
ce

 o
f s

te
el

 p
la

te

6mm reveal

Section Detail - Vestibule Ceiling Edge
1:5
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