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ENTRY GRATING, SEE ARCH.

CONC. WALL BEYOND,
SEE PLAN & SCHEDULE

STEEL COLUMN,
SEE PLAN & SCHEDULE

CONC. WALL,
SEE PLAN & SCHEDULE

CONC. PILE,
SEE PLAN & SCHEDULE

TYP. 150 VOIDFORM
BELOW CONC. WALLS 
& GRADE BEAMS

DROP CONC. SLAB @ ENTRY 
GRATING, SEE ARCH. FOR DETAILS
BEND TOP BARS DOWN AS REQ'D

PROVIDE CONT. L55x55x4.8
ALL AROUND GRATING DEPRESSION
C/W 9.5 N.STUDS @ 400 O/C 

2600

CONT. CURTAIN WALL 
SUPPORT ANGLE, SEE PLAN 
& SECTIONS FOR DETAILS

STEEL STUD WALL BEYOND,
SEE PLAN & SCHEUDLE 
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CONCRETE UPSTAND
SEE PLAN & SCHEDULE T/O MAIN FLOOR

100000

U/S ROOF DECK
104335

T/O BASEMENT
96680

T/O ENTRY SLAB
97980

A B C
3395 1550

EXIST. BLDG. 
SHOWN HATCHED

SEE PLAN & ARCH. FOR 
WINDOW OPENING LOC'NSOWSJ C/W TOP CHORD 

EXTENSION BEYOND, SEE 
PLAN & SCHEDULE

CONC. PILE, SEE 
PLAN & SCHEDULE

CONC. GRADE 
BEAM, SEE PLAN 

& SCHEDULE

CONC. STAIRS, SEE 
PLAN & SECIONS 

FOR DETAILS

CONT. STEEL 
LEDGER ANGLE 

WELDED TO EMBED 
PLATES, SEE PLAN 

CONC. WALL, SEE 
PLAN & SCHEDULE

HSS LEFT SUPPORT 
COLUMNS & OUTRIGGERS, 
SEE SECTIONS FOR DETAILS
REFER TO LIFT SUPPLIER 
FOR CONNECTION DETAILS

STEEL BEAM, 
SEE PLAN & SCHEDULE

COPE CHANNELS @ 
PERIMETER ANGLE, SEE 
SECTION & DETAILS

CURTAIN WALL,
SEE ARCH. FOR 

DETAILS

CONC. LIFT 
WALL, SEE 

PLAN & 
SCHEDULE

CONC. SLAB 
BEYOND, SEE PLAN 

& SCHEDULE

EXIST. BLDG. 
SHOWN HATCHED

TYP. STEEL DECK 
ANGLE, SEE PLAN

STEEL CANT. CHANNEL 
JOISTS C/W STEEL DECK, 

SEE PLAN & SCHEDULE

CONT. LEDGER 
ANGLE FAST. TO 

EXIST. BLDG,
SEE PLAN

PARAPET WALL,
SEE PLAN & ARCH.
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13

T/O MAIN FLOOR
100000

T/O BASEMENT
96680

T/O ENTRY SLAB
97980

OWSJ C/W STEEL DECK & 
CONC. TOPPING, 

SEE PLAN & SCHEDULE

CONC. SLAB,
SEE PLAN & SCHEDULE

POUR CONC. SLAB 
OVER T/O CONC. WALL

CONC. G.B. BEYOND,
SEE PLAN & 
SCHEDULE

CONC. WALL,
SEE PLAN & SCHEDULE,
SEE ARCH. FOR WING 
WALL DIM'S

CONC. SLAB,
SEE PLAN & SCHEDULE

TYP. CONC. PILE,
SEE PLAN & SCHEDULE

EXTEND PILE REINF. 
INTO SLAB ABOVE

CONC. STR SLAB,
SEE PLAN & SCHEDULE.
SEE ARCH. FOR DETAILS
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T/O CONC. WALL
CONFIRM W/ ARCH.

+/-

ADD'NL REINF. I.F.
SEE SCHEDULE
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100688 +/-
T/O STEEL GIRT

BENT PL___x____x12
@ 1/3 POINTS

STEEL COLUMN,
SEE PLAN & SCHEDULE

STEEL GIRT, SEE PLAN & SCHED.
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CONT. EDGE 
PL203x6.4 EA. 

SIDE

INTERMEDIATE 
PL. 150/50x6.4 

200 356 295 368

CONT. PL. 50x9.5
C/W 8-19x9.5 DP. DRAIN 

HOLES, 1 EA. END 
& @ 1/3 POINTS 

12Ø THREADED ROD 
@ 1/3 LOC'NS

BOTT. PL. 6.4 BEYOND, 
SEE SECTION

L152x152

TALL WALL ABOVE
92 DEPTH FOR 3300

12

NEOPRENE
GASKET TYP.

200

STEEL CHANNEL UP
TO ROOF BEAM

54
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20
3

EDGE PL. 
203x6.4 EA. SIDE

STEEL COLUMN EA. SIDE,
SEE PLAN & SCHEDULE

TYP. 9.5Øx76 LG.  
SS THRU BOLTS
SPACED AS SHOWN

CONT. PL. 6.4 BOLTED 
TO CHANNEL BEYOND

PL.150x12 KNIFE PLATE BEYOND 
SPACED AS SHOWN

CONT. BACK & BOTT. 
PL. 6.4 W/ 25 LIP ON 
CHANNEL BEYOND

CONT. BACK & BOTT. 
PL. 6.4 W/ 25 LIP ON 
CHANNEL BEYOND

76

T/O MAIN FLOOR
100000

A

CONCRETE WALL
SEE PLAN & SCHEDULE

CONT. CURTAIN SUPPORT ANGLE
W/ GUSST PLATES

WELDED TO EMBED PLATE
SEE PLAN

OWSJ BYND.
SEE PLAN & SCHEDULE

GALV. HSS38x38x6.4 DIAG.
EACH END OF SCUPPER

EMBEDDED WELD PL13x200x200
W/ 4-16Ø x 150 LG. N.STUDS
AT EACH END OF SCUPPER

SEE ARCH

GALV. L50x50x9.5 HORIZ.
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CURTAIN WALL

.
100-300 6.4

4

PL9.5 x 203 BYND.
SEE PLAN & ARCH

113

STEEL COLUMN BYND.

STEEL GIRT
SEE PLAN & SCHEDULE

PROVIDE #10 TEK SCREWS @ 600 O/C
FROM ANGLE TO JOIST

WOOD JOISTS NOTCHED TO SUIT
C/W PLYWOOD SHEATHING

SEE PLAN

T/O ENTRY SLAB
97980

5

CURTAIN WALL SUPPORT ANGLE
SEE PLAN

CONCRETE WALL
SEE PLAN & SCHEDULE

OUTLINE OF UPSTAND
SEE SCHEDULE & SECTION 5/S-6
FOR UPSTAND REINF.

STEEL COLUMN
W/ CRUCIFORM CAPITAL & BASE

CONC. PILE,
SEE PLAN & SCHEDULE

TYP. CONT. MIN. 38 KEYWAY
AT STRUCTURAL SLABS
W/ MATCHING DOWELS
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