
2000A
3P

400A
3P

ELECTRIC
BOILER (2011)

100A
3P

100 kVAR
CAPACITOR

30A
3P

40A
3P

30A
3P

50A
3P

15A
3P

200A
3P

15A
3P

2000A, 600V, 3PH, 4W, IC=50kA

100A
3P

EXISTING
ELEVATOR

30A
3P

150A
3P

40A
3P

600A
3P

600-MCC-1
IN OLD

ELECTRICAL
ROOM

400A
3P

TO EAST
BASEMENT
600V MAIN

DISTRIBUTION
PANEL 'A'

40A
3P

100A
3P

4-1/C 500 MCM TECK
CABLE IN CABLE
TRAY

4 - 1/C #350 MCM COPPER TECK CABLE
PER PHASE & 1 #4/0 AWG CU GROUND IN
TRENCH. REFER TO TRENCH DETAIL ON
DRAWING E501

TO EXISTING 600V
TRANSFER SWITCH EAST END
BASEMENT MECHANICAL RM.

PROVIDE & INSTALL
NEW 400A 3Ø, 4W
SPLITTER AT U/S
EXISTING ELECTRICAL
ROOM CEILING

EXISTING 1250 kVA
4160V-600/347V
PADMOUNT TRANSFORMER

UNDER GROUND 5 kV 3 PHASE POWER
CABLE BY MANITOBA HYDRO

EXISTING SINGLE
CONDUCTOR TECK
CABLES

3/C #500 MCM TECK
CABLE

CSTE NEW CSTE, 2000A, 3PH, 4W c/w
UTILITY METERING

DMS

TVSS

DISTRIBUTION 600-A

4 #3 AWG IN
35C

350A
3P

300 kVA
600-120/208V
3Ø, 4W
TRANSFORMER

TO NEW PANEL 'X'
1000A, 120/208V, 3PH, 4W,

REFER TO DWG. E412

350A
3P

300 kVA
600-120/208V
3Ø, 4W
TRANSFORMER

TO NEW PANEL 'Y'
1000A, 120/208V, 3PH, 4W,

REFER TO DWG. E412

CONTINUED BELOW

VACUUM PUMP MCC 600A, 3Ø, 3W

100A
3P

BUBBLER
SYSTEM

SPARE SECTION

3C-500 KCMIL
TECK

2 SETS 4C-750 KCMIL TECK

3C-500 KCMIL
TECK

2 SETS 4C-750 KCMIL TECK

3C-500 KCMIL
TECK 3C #3 AWG

TECK

EXISTING
3C #3/0 AWG TECK

4C #1/0 TECK

3C #3 AWG
TECK

150A
3P

P-1
75 HP

150A
3P

P-2
75 HP

NEW
3C-#3 AWG TECK

LEGEND

CIRCUIT BREAKER

MOTOR

SOFT STARTER WITH
BYPASS CONTACTOR

EXISTING

NEW

NEW DISCONNECT
SWITCH

NEW
DISCONNECT SWITCH

18-7165

5

E-102
ELECTRICAL

SINGLE LINE DIAGRAM

PAN AM POOL
PUMP REPLACEMENT

SINGLE LINE DIAGRAM
N.T.S.

A ISSUED FOR 50% CLIENT REVIEW 18-03-16 BLM

247-2018_DRAWING_E-102-R0.PDF
BLM

SCK

NTS

18-03-16

4
B ISSUED FOR BID OP 247-2018 18/04/16 BLM

APR. 16, 2018


	187165-07-MECH-DES-M1.pdf
	18-7165-E-101 Floor Plan.pdf
	18-7165-E-102 Single Line.pdf
	18-7165-E-103 Controls.pdf

