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REMOVE POOL RECIRCULATION
PUMPS (P-2) AND ASSOCIATED

MOTOR AND PRESSURE GAUGES.

REMOVE POOL RECIRCULATION
PUMPS (P-1) AND ASSOCIATED
MOTOR AND PRESSURE GAUGES.

PARTIAL BASEMENT FLOOR PLAN

1:100

=ArcCl
E\sil
Certificate of Authorization

Dillon Consulting Limited (MB)
No.1789 Date: APR. 16, 2018

GENERAL NOTES
1.  ALL PIPING ASSOCIATED WITH THE POOL
RECIRCULATION PUMPS TO REMAIN.
\/ 2. PROVIDE THE SPECIFIED
RECIRCULATION PUMPS P-1 AND P-2
AND COORDINATE WITH ELECTRICAL.
3.  MOUNT NEW RECIRCULATION PUMPS P-1
AND P-2 ON EXISTING CONCRETE PAD,
AND CONNECT PUMPS TO EXISTING
SUCTION AND DISCHARGE PIPING.
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