
NEW BULK FILL OPERATOR
INTERFACE

IP : 192.168.1.11
GW : 192.168.1.1

NEW RUGGEDCOM RM1224
WIRELESS ROUTER
4 PORT SWITCH
IP : 192.168.1.12
GW : 192.168.1.1

NEW BULK FILL CONTROL PANEL NEW RTU CONTROL PANEL

NEW RUGGEDCOM i800
8 X 10/100 TX
IP : 192.168.90.234
GW : 192.168.90.1

POWER
SUPPLY

CPU I/O I/0 MODBUS
TCP

NEW PLC SYSTEM NEW SCADAPACK
357 E

MDS RADIO
(EXISTING)

IP : 192.168.90.235
GW : 192.168.90.1

IP : 192.168.1.10
GW : 192.168.1.1

IP : 192.168.90.233
GW : 192.168.90.1

NEW CAT 6 ARMOURED CABLE

NEW RS 232
MODBUS
RTU

NEW ANTENNA
CABLE

NEW
ANTENNA
REFER TO

NOTE 1

NEW
ANTENNA

CABLE
NEW CAT 6

ARMOURED
CABLE

NOTES

1. MOUNT NEW ANTENNAS ON NEW 10m
GALVANIZED STEEL POLE.

NEW
ANTENNA
REFER TO

NOTE 1
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