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NOTES

1. LIGHTING FIXTURES TO BE INSTALLED NO HIGHER

THAN  3m (10 FT.) FROM FLOOR.

18-6936

21

HAWTHORNE WASTEWATER PUMPING
STATION UPGRADES

1-0145L-

CAT. NO.MANUFACTURER REMARKSTYPE VOLTAGELAMP

A4

LUMINAIRE SCHEDULE

X

Y

COOPER VAPOURTITE
4VT2-LD4-4-DR-UNV-L840-WL-SSL LED 38W 120V CORROSION RESISTANT

BEGHELLI AQ-RM-12-36 LED 2W 120V
NEMA 4X COMBINATION EXIT/EMERG. LIGHT GREEN PICTORGRAM
2 LAMPS

BEGHELLI AQ-U-12-36 LED 2W 120V NEMA 4X DUAL HEAD EMERGENCY LIGHT
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