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NOTES:
1. EXISTING CONTROL PANEL SHALL BE PROVIDE FESTOON FIBERFLEX FIBER OPTIC
REPLACED WITH NEW. DISCONNECT AND CABLE COMPLETE WITH ALL ASSOCIATED
REMOVE EXISTING CONTROL PANEL AND ACCESSORIES. WIRE AND CONNECT FIBER
ASSOCIATED AND ASSOCIATED ACCESSORIES. OPTIC CABLE TO NEW REMOTE 1/0 PANEL. /1) PRIMARY CLARIFIERS 1 & 2 — POWER AND INSTRUMENTATION PLAN
LEGEND:
2. EXISTING MOTOR TO REMAIN. DISCONNECT PROVIDE NEW BRIDGE REMOTE 1/0 NETWORK v 2000 0 2000 4000 6000 8000 -
O EXISTING CONTROL PANEL. AND. PROVIDE PANEL. COORDINATE MOUNTING LOCATION ON T —
TO EXISTING CONTROL PANEL, AND PROVIDE SITE. JUNCTION/TERMINATION BOX

NEW POWER WIRING WHEN NEW CONTROL
PANEL IS INSTALLED. EXISTING CONDUIT
SHALL BE REUSED. EXTEND CONDUIT AS

EXISTING FESTOON TERMINATION JUNCTION
BOX TO REMAIN.

SCALE: 1:100mm

3 PHASE MOTOR

REQUIRED. EXISTING FIELD INSTRUMENT
3. ALL EXISTING CLARIFIER BRIDGE INSTRUMENT GENERAL NOTES: X NEW FIELD INSTRUMENT
FIELD WIRING SHALL BE REPLACED WITH 1. GREY ITEMS DENOTE EXISTING TO REMAIN.
NEW. DISCONNECT AND REMOVE AND INSTRUMENT TAG
PROVIDE NEW WRING WHEN NEW CONTROL
PANEL IS INSTALLED. EXISTING CONDUIT TO (ZHS P313) OLD INSTRUMENT TAG

REMAIN. EXTEND CONDUIT AS REQUIRED.
4. EXISTING FESTOON SYSTEM AND ASSOCIATED FESTOON CABLE
TROLLEYS SHALL BE REPLACED WITH NEW.
DISCONNECT AND REMOVED EXISTING
FESTOON SYSTEM AND ASSOCIATED
ACCESSORIES BACK TO EXISTING
TERMINATION BOX.

5. PROVIDE NEW FESTOON CABLE SYSTEM,
TROLLEYS AND ALL ASSOCIATED
ACCESSORIES. WIRE AND CONNECT TO
EXISTING FESTOON TERMINATION BOX.

METRIC

WHOLE NUMBERS INDICATE MILLIMETRES
DECIMALIZED NUMBERS INDICATE METRES
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