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GENERAL NOTES
A. ALL ABANDONED EQUIPMENT AND SERVICES WITHIN AREA OF

WORK SHALL BE REMOVED.

B. THIS BUILDING MAY CONTAIN ASBESTOS. REFER TO FRONT END

SPECIFICATIONS FOR FURTHER INFORMATION.

C. REFER TO ROOF DETAILS AND SPECIFICATIONS FOR ALL NEW AND

CAPPED OPENINGS.

KEY NOTES
1. PROVIDE NEW GAS FIRED INFRARED HEATER. INSTALL AS HIGH AS

POSSIBLE BUT AT LEAST 57" ABOVE HEIGHT OF BUS. PROVIDE
MAXIMUM ALLOWANCE STACKING HEIGHT SIGNS AND OTHER
SIGNS REQUIRED BY MANUFACTURER. PROVIDE LOWER RADIANT
SHIELD TO BURNER. INSTALL IN ACCORDANCE WITH
MANUFACTURER REQUIREMENTS.

2. DRAIN FROM BASE C/W ACID NEUTRALIZER TO EXISTING FFD.

3. INSTALL FLUE VENT IN ACCORDANCE WITH MANUFACTURER
REQUIREMENTS.

4. PROVIDE NEW THERMOSTAT AND WIRE TO BLACK BULB SENSOR
MOUNTED BETWEEN UNITS. INSTALL IN ACCORDANCE WITH
MANUFACTURERS REQUIREMENTS.
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