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GENERAL NOTES
A. THIS BUILDING MAY CONTAIN ASBESTOS. REFER TO FRONT END

SPECIFICATIONS FOR FURTHER INFORMATION.

B. REFER TO ROOF DETAILS AND SPECIFICATIONS FOR ALL NEW AND

CAPPED OPENINGS.

KEY NOTES
1. BALANCE THE EXISTING TRANSFER FAN, F-2 TO 17000 CFM. FAN

MAY BE BALANCED USING THE EXISTING VFD OR THROUGH THE
PULLEYS AND BELTS.

2. BALANCE THE EXISTING TRANSFER AIR OUTLET TO THE FLOW
INDICATED.

3. BALANCE THE EXISTING EXHAUST FAN, EF-53, TO 5939 CFM.

4. REFER TO SPECIFICATION FOR SEQUENCE MODIFICATION OF EF-2
AND EF-1D.
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