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WATER SERVICE INFORMATION 

ADDRESS SIZE {mm) SIZE (mm) SHORT & LONG CORP. REMARKS 
MA1ERIAL MA1ERIAL MEASUREMENT LOCATION
{STREET) (PROP.)

425 BOWMAN AV 20 mm 12 mm 1.8mEWBL 0.9 m E OF SC RECONNECT 
cu LEAD 

429 BOWMAN AV 20 mm 20 mm 1.5 m E W LL 1.2mWSC RECONNECT 
cu cu 

431 BOWMAN AV 12 mm 12 mm 1.SmEWBL 24.5 mW HYDT RENEW 
LEAD LEAD 3.5 m 

438 BOWMAN AV 12 mm 20 mm 0.5 mW W BL 488 BOWMAN OPP CS RECONNECT 
cu cu 

440 BOWMAN AV 20 mm 20 mm 2.4 m E W BL 7.7 m E OF HYDT RECONNECT 
cu cu 4.6 m 

442 BOWMAN AV 12 mm 12 mm 3 mW E BL 17.2 m E OF HYDT RENEW 
LEAD LEAD 4.7 m 

444 BOWMAN AV 20 mm 4 m E W BL RECONNECT 
cu 4.4 m E W LL 

448 BOWMAN AV 12 mm 12 mm 2 m E W BL 29.6 m E OF HYDT RENEW 
LEAD LEAD 4.6 m 

449 BOWMAN AV 12 mm 12 mm 3.7mWE BL 33 m E OF HYDT RENEW 
LEAD LEAD 3m 

450 BOWMAN AV 12 mm 12 mm 2.4 mW E BL 44.2 m E OF HYDT RECONNECT 
cu cu 6.5 m 

453 BOWMAN AV 20 mm 20 mm 5.5 mW E BL OPP CS RECONNECT 
cu cu 

454 BOWMAN AV 12 mm 12 mm 5.3 m E W BL 41.1 m FR E HYDT RENEW 
LEAD LEAD 2.8 m 

455 BOWMAN AV 20 mm 20 mm 5.9 m E W BL 40.5 m FR E HYDT RECONNECT 

cu LEAD 6.4 m 
457 BOWMAN AV 20 mm 20 mm 3.4 mW E BL 21.6 mW HYDT N.I.C. 

cu cu 6.4 m 
458 BOWMAN AV 20 mm 20 mm 1.3mE WBL WHYDT RECONNECT 

cu cu 2.4mE WLL 
460 BOWMAN AV 12 mm 12 mm 2 m E W BL 26.2 m FR E HYDT N.I.C. 

LEAD LEAD 4.4 m 

• SERVICES TO BE RENEWED TO ft. ALL OTHERS TO BE RECONNECTED

NOTE: LOCATION OF WATER SERVICES SHOWN ON DRAWINGS ARE APPROXIMATE. THE CONTRACTOR 
SHALL FIELD LOCATE ALL WATER SERVICES PRIOR TO CONSTRUCTION. 
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