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REPLACE D1113-JB-1 AND INSTALL IN ACCORDANCE WITH HAZARDOUS REQUIREMENTS. MODIFY D1113-HTC-1 AND D1113-HTC-2 TO MEET HAZARDOUS LOCATION REQUIREMENTS. REPLACE UNRATED JUNCTION BOXES AND INSTALL HAZARDOUS CLASS I, ZONE 1 RATED JUNCTION BOXES AND FITTINGS. REPLACE ALL HEATING CABLE CONNECTION AND END KITS AS SHOWN. REPLACE EXISTING BREAKERS WITH GFCI BREAKERS.
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