
APPROXIMATE LOCATION OF

MANITOBA HYDRO POLE

APPROXIMATE NEW SERVICE POLE AND

PANEL LOCATION. INSTALL SERVICE

POLE 3m(10') SOUTH OF FENCE AND

EAST OF NEW GATE. FIELD CONFIRM

SUITABLE, PRACTICABLE LOCATION.

NEW SIPHON OUTLET CHAMBER

MANHOLE

NOTE 2

TRENCH CABLING.

APPROXIMATE PATH.

SEE DIRECT BURIED

TRENCH DETAIL ON

DRAWING E-1003

APPROXIMATE ACCESS GATE LOCATION

LOCATION OF

FLOW METER
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NORTHEAST INTERCEPTOR RIVER CROSSING

FLOW MONITORING INSTRUMENTATION

FLOW MONITORING

SITE PLAN
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LOCATION OF UNDERGROUND STRUCTURES

AS SHOWN ARE BASED ON THE BEST

INFORMATION AVAILABLE.  BUT NO

GUARANTEE IS GIVEN THAT ALL EXISTING

UTILITIES ARE SHOWN OR THAT THE GIVEN

LOCATIONS ARE EXACT.  CONFIRMATION OF

EXISTENCE AND EXACT LOCATION OF ALL

SERVICES MUST BE OBTAINED FROM THE

INDIVIDUAL UTILITIES BEFORE PROCEEDING

WITH CONSTRUCTION.

NOTE:

SUPR. U/G STRUCTURES

COMMITTEE

DATE

LOCATION APPROVED

UNDERGROUND  STRUCTURES

SITE PLAN WEST OF RED RIVER - ELECTRICAL

Scale 1:150

NOTES:

1. TAKE CARE TO MINIMIZE DAMAGE TO TREES AND SHRUBBERY.

2. CORE AND SLEEVE CABLING THROUGH CONCRETE. FILL SLEEVE WITH WATERTIGHT

SEALANT. SEE SPECIFICATIONS.
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