
POSSIBLE

HYDRO LINES

MANITOBA HYDRO PAD MOUNTED 300kVA

120/208V TRANSFORMER

APPROXIMATE LOCATION

OF NEW PANEL. FIELD

CONFIRM SUITABLE IN

PRACTICABLE LOCATION.

TRENCH THROUGH

TREES AND SHRUBBERY

FIRST MANHOLE WEST OF HENDERSON HWY

ALONG MULTI-USE PATH

(NOTE 3)

120V, 1Ø, 3W CSTE, METER AND NEMA 4X

DISCONNECT SWITCH. DISCONNECT SWITCH

TO BE LOCKABLE IN ON POSITION, BONDED

TO CSTE GROUND AND MOUNTED TO CSTE

ENCLOSURE WITH STRUT. FINAL CSTE

PANEL LOCATION TO BE FIELD CONFIRMED.

TRENCH TO

INSTRUMENTS

TRENCHING BY MANITOBA HYDRO

(NOTE 1)

PROPERTY LINE

N : 5534678.94

E : 637202.03

2018 MULTI-USE PATH

RECONSTRUCTION

(BY OTHERS)

RIVER VILLAGE PROPERTIES

35 VALHALLA DR
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NORTHEAST INTERCEPTOR RIVER CROSSING

FLOW MONITORING INSTRUMENTATION

FLOW MONITORING

SITE PLAN

EAST OF RED RIVER

TENDER NO. 450-2020
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WHOLE NUMBERS INDICATE MILLIMETRES

DECIMALIZED NUMBERS INDICATE METRES

METRIC

Certificate of Authorization

AECOM Canada Ltd.

No. 4671       Date:_____________

LOCATION OF UNDERGROUND STRUCTURES

AS SHOWN ARE BASED ON THE BEST

INFORMATION AVAILABLE.  BUT NO

GUARANTEE IS GIVEN THAT ALL EXISTING

UTILITIES ARE SHOWN OR THAT THE GIVEN

LOCATIONS ARE EXACT.  CONFIRMATION OF

EXISTENCE AND EXACT LOCATION OF ALL

SERVICES MUST BE OBTAINED FROM THE

INDIVIDUAL UTILITIES BEFORE PROCEEDING

WITH CONSTRUCTION.

NOTE:

SUPR. U/G STRUCTURES

COMMITTEE

DATE

LOCATION APPROVED

UNDERGROUND  STRUCTURES

NOTES:

1. CONTRACTOR TO COORDINATE WITH VALHALLA BUILDING OWNER, AECOM AND MANITOBA HYDRO TO SCHEDULE

(APPROXIMATELY 1 HOUR) SHUTDOWN TO INSTALL TIE-INS TO CSTE AND 120/208V TRANSFORMER.

2. TAKE CARE WITH TRENCHING AND INSTALLING ELECTRICAL EQUIPMENT TO MINIMIZE DAMAGE TO TREES AND SHRUBBERY.

3. CORE AND SLEEVE CABLING THROUGH CONCRETE. FILL SLEEVE WITH WATERTIGHT SEALANT. SEE SPECIFICATIONS.

4. SEE DIRECT BURIED TRENCH DETAIL ON DRAWING E-1003.

SITE PLAN EAST OF RED RIVER - ELECTRICAL
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