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SPRINKLER RISER – Grinnell 6" Model A
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SPRINKLER RISER – Tyco 4" Model RM-1

SPRINKLER RISER – Tyco 6" Model RM-1

SPRINKLER RISER – Tyco 2" Model RM-1
Zone Z1

West High Roof
Zone Z2

East High Roof

Zone 04
West High Bay

Zone 04
Center High Bay

Zone 04
East High Bay

Zone 04
West Low Bay

Zone 04
Center Low Bay

Zone 04
East Low Bay

Zone 07
Service Bay

Zone 09
South Tracks 1-12

Zone 10
South Tracks 13-24

Zone 11
South Tracks 25-36

Zone 09
North Tracks 1-12

Zone 10
North Tracks 13-24

Zone 11
North Tracks 25-36

Mix Booth M

Mix Booth N

Paint Booth H

Paint Booth G

Paint Booth F

Paint Booth E

Zone 01-02-03
Admin Bldg

Zone 05
Communications

Zone 06
Transit Business Centre/

Instruction

Zone 08
B-Section

FIRE ALARM CONTROL PANELFCP
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FIRE ALARM SYSTEM UPGRADE PRIORITY

  1. Zone 11: North Tracks 25-36

  2. Zone 11: South Tracks 25-36

  3. Zone 10: South Tracks 13-24

  4. Zone 10: North Tracks 13-24

  5. Zone 09: North Tracks 1-12

  6. Zone 09: South Tracks 1-12

  7. Zone 08: B-Section

  8. Zone 07: Service Bay

  9. Zone 04: East High Bay

10. Zone 04: East Low Bay

11. Zone 04: Center Low Bay

12. Zone 04: Center High Bay

13. Zone 04: West High Bay

14. Zone 04: West Low Bay

15. Zone 01-02-03: Admin Building

16. Zone 05-06: Communications/TBC/Instruction


