
NO. REVISIONS DATE DESIGN CHECK

DESIGNED BY:

DRAWN BY:

SCALE:

DATE:

CONSULTANT NO.:

CHECKED BY:

APPROVED BY:

RELEASED FOR CONSTRUCTION

ENGINEER'S SEAL

CITY DRAWING NUMBER SHEET REV. SIZE

BY:

DATE:20
22

/07
/08

 8:
53

 A
M

PA
TH

:

LA
ST

 S
AV

E:

C:
\U

se
rs\

wi
lso

nt\
AC

CD
oc

s\A
EC

OM
\C

I-A
ME

R 
(C

AN
) 6

06
40

64
2-

De
ac

on
 U

V 
Up

gr
ad

e\P
ro

jec
t F

ile
s\9

00
 D

es
ign

 C
oll

ab
or

ati
on

\E
\W

O 
AH

F\
1-

06
01

D-
E0

02
1-

00
1-

00
D 

W
O 

AH
F.

dw
g

A1
 S

IZ
E 

- 5
94

mm
 x 

84
1m

m

A1

THE CITY OF WINNIPEG
WATER AND WASTE DEPARTMENT

DEACON BOOSTER PUMPING STATION
ULTRAVIOLET DISINFECTION SYSTEM UPGRADES

2006-06-28

Certificate of Authorization

AECOM Canada Ltd.

No. 4671       Date:_____________22.07.25 1-0601D-E0021 001

ELECTRICAL
LOWER LEVEL PLAN LAYOUT 

ABOVE ELEVATION 227.000m & 229.800m

JG

PA

DSA

SRB

NTS

01-REFERENCE DRAWING

NO. DRAWING NUMBER REFERENCE DRAWING TITLE

1 1-0601D-D0004-001 GENERAL - COVER AND DRAWING INDEX

2 - -

3 - -

4 - -

5 - -

6 - -

7 - -

8 - -

9 - -

10 - -

00 ISSUED FOR TENDER 22/05/04 JG DSA
01 ISSUED FOR RE-TENDER 22/07/21 JG DSA

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
5

AutoCAD SHX Text
6

AutoCAD SHX Text
7

AutoCAD SHX Text
8

AutoCAD SHX Text
9

AutoCAD SHX Text
10

AutoCAD SHX Text
11

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
1

AutoCAD SHX Text
2

AutoCAD SHX Text
3

AutoCAD SHX Text
4

AutoCAD SHX Text
5

AutoCAD SHX Text
6

AutoCAD SHX Text
7

AutoCAD SHX Text
8

AutoCAD SHX Text
9

AutoCAD SHX Text
ELECTRICAL PLAN ABOVE ELEVATION 227.000

AutoCAD SHX Text
SCALE : 1 :100

AutoCAD SHX Text
TERMINATION CABINET #TC-1

AutoCAD SHX Text
DHV-1

AutoCAD SHX Text
CABLE TRAY T-003

AutoCAD SHX Text
SIV-2

AutoCAD SHX Text
SIV-1

AutoCAD SHX Text
FE-1

AutoCAD SHX Text
CABLE TRAY T-004B

AutoCAD SHX Text
CABLE TRAY T-004A

AutoCAD SHX Text
FE-2

AutoCAD SHX Text
CABLE TRAY T-004

AutoCAD SHX Text
UVR-1200

AutoCAD SHX Text
CABLE TRAY T-006

AutoCAD SHX Text
UVR-1100

AutoCAD SHX Text
CABLE TRAY

AutoCAD SHX Text
T-004E

AutoCAD SHX Text
CABLE TRAY

AutoCAD SHX Text
CABLE TRAY T-004D

AutoCAD SHX Text
FCV-2

AutoCAD SHX Text
FCV-1

AutoCAD SHX Text
DHV-2

AutoCAD SHX Text
DHV-3

AutoCAD SHX Text
CABLE TRAY T-010A

AutoCAD SHX Text
FCV-4

AutoCAD SHX Text
FCV-3

AutoCAD SHX Text
DHV-4

AutoCAD SHX Text
CABLE TRAY T-011C

AutoCAD SHX Text
IHV-1

AutoCAD SHX Text
IHV-2

AutoCAD SHX Text
UVR-2100

AutoCAD SHX Text
UVR-2200

AutoCAD SHX Text
FE-3

AutoCAD SHX Text
FE-4

AutoCAD SHX Text
CABLE TRAY T-010

AutoCAD SHX Text
CABLE TRAY

AutoCAD SHX Text
UV MASTER PLC ON MEZZ, BELOW CONTROL ROOM

AutoCAD SHX Text
SIV-3

AutoCAD SHX Text
SIV-4

AutoCAD SHX Text
CABLE TRAY T-007  12"

AutoCAD SHX Text
CABLE TRAY T-011

AutoCAD SHX Text
TERMINATION CABINET #TC-2 REFER TO NOTE 4

AutoCAD SHX Text
CABLE TRAY T-011D UP TO CABLE TRAY T-006A

AutoCAD SHX Text
DHV-5

AutoCAD SHX Text
CABLE TRAY T-006A

AutoCAD SHX Text
CABLE TRAY T-009B

AutoCAD SHX Text
CABLE TRAY T-009A

AutoCAD SHX Text
CABLE TRAY T-009

AutoCAD SHX Text
CABLE TRAY T-008

AutoCAD SHX Text
CABLE TRAY T-014A

AutoCAD SHX Text
CABLE TRAY T-014

AutoCAD SHX Text
UVR-2400

AutoCAD SHX Text
UVR-2300

AutoCAD SHX Text
FCV-6

AutoCAD SHX Text
FCV-5

AutoCAD SHX Text
IHV-4

AutoCAD SHX Text
IHV-3

AutoCAD SHX Text
TERMINATION CABINET #TC-3

AutoCAD SHX Text
CABLE TRAY T-006B

AutoCAD SHX Text
FE-6

AutoCAD SHX Text
SIV-6

AutoCAD SHX Text
CABLE TRAY T-012

AutoCAD SHX Text
CABLE TRAY T-013

AutoCAD SHX Text
FE-5

AutoCAD SHX Text
CABLE TRAY T-013A

AutoCAD SHX Text
IHV-5

AutoCAD SHX Text
U.V. CONTROL CABINETS CPP-21 AND CPP-22 TO CONTROL U.V. REACTORS UVR-2100 AND UVR-2200 CABINETS LOCATED ON MEZZ. ELEVATION 230.800

AutoCAD SHX Text
U.V. CONTROL CABINETS CPP-23 AND CPP-24 CONTROL U.V. REACTORS UVR-2300 AND UVR-2400 CABINETS LOCATED ON  MEZZ. ELEVATION 230.800

AutoCAD SHX Text
5 KVA VACUUM BREAKER

AutoCAD SHX Text
DRAW OUT

AutoCAD SHX Text
52

AutoCAD SHX Text
1200A RATED

AutoCAD SHX Text
ISOLATION SWITCH

AutoCAD SHX Text
SWITCH AND FUSE

AutoCAD SHX Text
LOAD INTERRUPTER

AutoCAD SHX Text
FIXED MOUNTED

AutoCAD SHX Text
BREAKER

AutoCAD SHX Text
CUSTOMER

AutoCAD SHX Text
METERING

AutoCAD SHX Text
M

AutoCAD SHX Text
MOTOR OUTLET

AutoCAD SHX Text
CABLE TRAY

AutoCAD SHX Text
T-009 (TRAY DESIGNATION

AutoCAD SHX Text
REFER TO RACEWAY SCHEDULE)

AutoCAD SHX Text
FLUORESCENT

AutoCAD SHX Text
LUMINAIRE

AutoCAD SHX Text
HID LUMINAIRE

AutoCAD SHX Text
DUPLEX RECEPTACLE

AutoCAD SHX Text
SIV-2

AutoCAD SHX Text
EQUIPMENT DESIGNATION

AutoCAD SHX Text
CABLE TRAY DOWN

AutoCAD SHX Text
CABLE TRAY UP

AutoCAD SHX Text
TRANSFORMER SIZE AND

AutoCAD SHX Text
VOLTAGE AS NOTED

AutoCAD SHX Text
DEACON ELECTRICAL LEGEND

AutoCAD SHX Text
1200A

AutoCAD SHX Text
600A

AutoCAD SHX Text
SOUTH MEZZANINE PARTIAL PLAN ABOVE ELEVATION 229.800

AutoCAD SHX Text
SCALE : 1 :100

AutoCAD SHX Text
REFER TO SOUTH MEZZ. ELEV. DETAIL

AutoCAD SHX Text
N

AutoCAD SHX Text
SV-5

AutoCAD SHX Text
SV-4

AutoCAD SHX Text
SV-3

AutoCAD SHX Text
SV-2

AutoCAD SHX Text
SV-3

AutoCAD SHX Text
PVD-4

AutoCAD SHX Text
DV-4

AutoCAD SHX Text
PVD-2

AutoCAD SHX Text
DV-2

AutoCAD SHX Text
DV-3

AutoCAD SHX Text
PVD-3

AutoCAD SHX Text
DV-1

AutoCAD SHX Text
PVD-1

AutoCAD SHX Text
DV-5

AutoCAD SHX Text
PVD-5

AutoCAD SHX Text
FIT-2

AutoCAD SHX Text
FIT-1

AutoCAD SHX Text
UVT-1

AutoCAD SHX Text
FIT-3

AutoCAD SHX Text
FIT-4

AutoCAD SHX Text
SIV-5

AutoCAD SHX Text
FIT-6

AutoCAD SHX Text
FIT-5

AutoCAD SHX Text
UVT-2

AutoCAD SHX Text
CONTROL DEVICE

AutoCAD SHX Text
REFER TO  NOTE 10

AutoCAD SHX Text
HID WALL MTD.

AutoCAD SHX Text
LIGHT FIXTURE

AutoCAD SHX Text
NOTES: 1. WIRING IN CONDUIT:  CONDUIT INSTALLED ATTACHED TO EXISTING CABLE WIRING IN CONDUIT:  CONDUIT INSTALLED ATTACHED TO EXISTING CABLE TRAYS WHERE POSSIBLE FROM CABLE ORIGINATION POINT TO FINAL DESTINATION.

AutoCAD SHX Text
CABLE TRAY

AutoCAD SHX Text
U.V. CONTROL CABINETS CPP-11 AND CPP-12 TO CONTROL U.V. REACTORS UVR-1100 AND UVR-1200 CABINETS LOCATED ON MEZZ. ELEVATION 230.800

AutoCAD SHX Text
CABLE TRAY

AutoCAD SHX Text
CABLE TRAY

AutoCAD SHX Text
PLC CONTROL PANEL CP-D21 ON MEZZ, BELOW CONTROL ROOM

AutoCAD SHX Text
COMMUNICATION CONDUIT FROM UV MASTER

AutoCAD SHX Text
COMMUNICATION CONDUIT FROM UV MASTER

AutoCAD SHX Text
COMMUNICATION CONDUIT FROM UV MASTER

AutoCAD SHX Text
COMMUNICATION CONDUIT BETWEEN UV SYSTEMS

AutoCAD SHX Text
COMMUNICATION CONDUIT FROM OFFICE AREA ABOVE


	Sheets and Views
	Layout1
	OLE1





